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INTRODUCTION



INTRODUCTION

This report presents the results of the Relative Accuracy tests performed for Ameren, Labadie
Station, on Unit 2.

The purpose of the tests was to determine the Relative Accuracy of the plant CEMS of the unit.
The results can be found in the Summary of Test Results section of this report,

The testing was performed by Grace Consulting, Inc., located at 684 Tower Road, Plainfield, IN
46168. Present during the testing from Grace Consulting, Inc. were Nathan Vineyard, Rodney
Nelson, Stephen Thornton, Billy Neville, and Gary Edwards. Yoga Swamy from Ameren was
present to observe the testing.

The tests were performed on September 23-24, 2015. The testing was completed in accordance
with USEPA test methods as published in the July 1, 2015 Federal Register, - “Standards of
Performance for New Stationary Sources” and subsequent revisions.

The sampling and analytical procedures can be found in the Sampling and Anaiytical Procedures
section of this report. The raw field data and the equations used to determine the final results are
presented in the Appendix section.
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SUMMARY OF TEST RESULTS

The following presents the resuits of the Relative Accuracy tests performed for Ameren, Labadie Station, on Unit 2.

RELATIVE ACCURACY
PART 75
Date Monitor Units RA Aliowable Results
09-23-15 NO lb/mmBtu 4.44% 10% Pass
09-23-15 502 PP 1,15% 10% Pass
G9-23-15 COs Percent C.60% 10% Passg
09-23-15 Flow (H) SCFH 0.99% 10% Passg
£9-24-15 Flow (L} SCFH 0.93% 1C% Pass
BIAS TEST RESULTS
Bias
Results Bias
Monitor Mean of Confidence Factor Adj.
Date _Monitor Designation Difference Coefficient Required ._Factor
09-23-15 NOx 1b/mmBtu -0.0C3 0.001 No N/A
09-23-15 S0, ppm 0.356 1.739 No N/A
09-23-15 Flow (H) SCFH 179888.889 532747.341 No N/A
09-24-15 Flow (L) SCFH -190333,333 258592, 651 N/A N/B
STRATIFICATION
Greatest
Date Point 1 Point 2 Point 3 Average Deviation
09-23-15 NOx 53.32 52.49 50.28 52.03 3.37%
09-23-15 S0, 182.84 185.20 190.08 186.04 2.17%
09-23-15 CO» 12.79 12,82 12.81 12.81 0.16%



NOx CONVERTER EFFICIENCY

NO; Gas Value Recorded Value Converter Efficiency %
£9-23-15 NOx 5C.29 49.70 98.83%
PROTOCOL GAS
Gas Type Low (zero) Mid PGVP # Exp date High PGVP #  Exp date
KO, EBCO054563 (C75313 B120C14 09-12-22 LCCO-SA16978  B12011 10-29-19
80 EBCQ054563 CC75313 B12C14 09-12-22 LCCO-SA16978 B12011 10-29-19
Tz EBDCC54563  CC75313 B12014 09-12-22 SG91483363AL  B12014 06-30-22

The complete results can be found on the computer printouts following.



INTERMEDIATE CALCULATIONS



Grace Consulting, Inc.

Ameren: Labadie Unit 2

Relative Accuracy Test Audit
Relative Accuracy Calculations and Results
NOx Ib/mmBtu

9/23/2015
Start Stop NOx Ib/mmBtu

Use Time Time Run RM CEMS Difference
Y 14:15 14:35 1 0.087 0.088 -0.001
Y 14:50 15:10 2 0.087 0.089 -0.002
Y 15:25 15:45 3 0.085 0.088 -0.003
Y 16:00 16:20 4 0.086 0.090 -0.004
Y 16:35 16:55 5 0.086 0.091 -0.005
Y 17:10 17:30 6 0.088 0.092 -0.004
Y 17.45 18.05 7 0,087 0.090 -0.003
N 18:20 18:40 8 0.086 0.092 -0.006
Y 18:55 19:15 9 0.087 0.089 -0.002
Y 19:30 1€:50 10 0.090 0.092 -0.002
Averages 0.087 0.090 -0.003

Standard Deviation 0.001

Confidence Coefficient 0.001

Relative Accuracy 4.44

Bias Test Pass/Fail PASS

Bias Adjustment Factor 1.000

*Central Standard Time




Grace Consulting, Inc.

Ameren: Labadie Unit 2

Relative Accuracy Test Audit
Relative Accuracy Calculations and Results

S02 PPM
9/23/2015
Start Stop S02 (A) Primary

Use Time Time Run RM CEMS Difference
Y 14:15 14:35 1 184.800 183.500 1.300
Y 14:50 15:10 2 183.400 181.600 1.800
Y 15:25 15:45 3 182.100 182.400 -0.300
Y 16:00 16:20 4 181.500 185.400 -3.900
Y 16:35 16:55 5 180.100 182.700 -2.600
Y 17:10 17:30 6 181.900 180.400 1.500
Y 17.45 18:05 7 183.800 183.400 0.400
Y 18.20 18:40 8 181.700 178.900 2.800
N 18.:55 19:15 9 183.000 179.600 3.400
Y 19:30 19:50 10 184.800 182.600 2.200
Averages 182.678 182.322 0.356

Standard Deviation 2.262

Confidence Coefficient 1.739

Relative Accuracy 1.15

Bias Test Pass/Fail PASS

Bias Adjustment Factor 1.000

*Central Standard Time




Grace Consulting, Inc.

Ameren: Labadie Unit 2

Relative Accuracy Test Audit

Relative Accuracy Calculations and Results
CO2 Percent

9/23/2015
Start Stop CO2 Percent

Use Time Time Run RM CEMS Difference
Y 14:15 14:35 1 12.900 12.900 0.000
N 14:50 15:10 2 12.800 13.000 -0.200
Y 15:25 15:45 3 12.800 13.000 -0.200
Y 16:00 16:20 4 12.800 12.900 0.000
Y 16:35 16:55 5 13.000 12.900 0.100
Y 17:10 17:30 6 12.900 12.900 0.000
Y 17:45 18:05 7 12.900 12.900 0.000
Y 18:20 18:40 8 13.000 12.800 0.100
Y 18:55 19:15 9 12.800 12.900 -0:100
Y 19:30 19:50 10 12.900 12.800 0.100
Averages 12.900 12.900 0.000

Standard Deviation 0.100

Confidence Coefficient 0.077

Relative Accuracy 0.60

*Central Standard Time




Grace Consulting Inc.

Ameren: Labadie Unit Unit 2
Relative Accuracy Test Audit
Relative Accuracy Calculations and Results

High Flow
9/23/2015
Start Stop High Flow
Use Run Time Time RM CEMS Difference

Y 1 19:12 19:26 72041000 72250000 -209000
N 2 19:31 19:35 71316000 72651000 -1335000
N 3 19:36 19:40 71402000 72577000 -1175000
N 4 19:41 19:45 72334000 73417000 -1083000
Y 5 19:46 19:50 71374000 72417000 -1043000
Y 6 19:51 19:55 73310000 72512000 798000
Y 7 19:56 20:00 71590000 72359000 -769000
Y 8 20:01 20:05 72042000 71670000 372000
Y g 20:06 20:10 72425000 71680000 745000
Y 10 20:1 20:15 71421000 71061000 360000
Y 11 20:16 20:20 71844000 71261000 583000
Y 12 20:21 20:25 71752000 70970000 782000
Averages 71977666.667 71797777.778 179888.889
Standard Deviation 693079.801

Confidence Coefficient 632747.341

Relative Accuracy 0.99

Bias Test Pass/Fail PASS

Bias Adjustment Factor 1.000

*Central Standard Time




Grace Consulting Inc.

Ameren: Labadie Unit Unit 2
Relative Accuracy Test Audit
Relative Accuracy Calculations and Results

Low Flow
9/24/2015
Start Stop Low Fiow
Use Run Time Time RM CEMS Difference

Y 1 0:31 0:486 48064000 48562000 -498000
N 2 0:48 0:52 47918000 48781000 -863000
N 3 0:53 0:57 47605000 49233000 -1628000
Y 4 0:58 1:.02 47980000 48575000 -595000
Y 5 1:03 1.07 48054000 48378000 -324000
N 6 1:08 1:12 46899000 48312000 -1413000
Y 7 1:13 1:17 47884000 48513000 -629000
Y 8 1:18 1:22 48764000 48527000 237000
Y 9 1:23 1:27 48411000 48159000 252000
Y 10 1:28 1:32 48119000 48165000 -46000
Y 11 1:33 1:37 48185000 48218000 -33000
Y 12 1:38 1:42 48095000 48172000 -77000
Averages 48172888.889 48363222222 -190333.333
Standard Deviation 336417.152

Confidence Coefficient 258592.651

Relative Accuracy 0.93

Bias Test Pass/Fail PASS

Bias Adjustment Factor 1.000

*Central Standard Time




Grace Consulting, Inc.
Sampling System Bias Check and Measured Value Correction

Ameren
Labadie - Unit 2
Date: 9/23/2015
Pollutant: NOx
Monitor Span: 201.3

Average . . Initial Final S Corrected
number  Measured ol L0 T ee o, Upscale  Upscale (PSS CHIZEION v,
Value Gas Bias  (Gas Bias Wet Basis
1 51.98 0.90 1.10 0.10 101.20 101.90 0.35 100.20 50.80
2 52.35 1.10 1.20 0.05 101.90 102.10 0.10 100.20 50.90
3 51.29 1.20 1.10 -0.05 102.10 101.80 -0.15 100.20 49.80
4 52.05 1.10 0.90 -0.10 101.80 102.10 0.15 100.20 50.70
5 52.24 0.90 0.70 -0.10 102.10 101.50 -0.30 100.20 51.00
6 52.68 0.70 0.80 0.05 101.50 101.90 0.20 100.20 51.50
7 52.03 0.80 0.90 0.05 101.90 101.20 -0.35 100.20 50.90
8 51.64 0.90 0.70 -0.10 101.20 100.80 -0.20 100.20 50.80
9 B51.27 0.70 0.80 0.05 100.80 101.30 0.25 100.20 50.50
10 53.56 0.80 0.70 -0.05 101.30 101.20 -0.05 100.20 52.70
Cgas = {Cavg - Co) *Cma/(Cm - Co) Eqg. 6C-1
where: Cgas = Effluent gas concentration, dry basis, ppm

Cavg = Average gas concentration indicated by gas analyzer, dry basis, ppm
Co = Average of initial and final system calibration bias check responses
for the zero gas, ppm
Cm = Average of initial and final system calibration bias check responses
for the upscale calibration gas, ppm
Cma = Actual concentration of the upscale calibration gas, ppm



Grace Consulting, Inc.
Sampling System Bias Check and Measured Value Correction

Ameren
Labadie - Unit 2
Date: 9/23/2015
Poliutant: S02
Monitor Span: 418.4

Run Average Initial Zero Final Zero Zero Gas Initial fila Upscale  Calibration Gaiisctes

Number Measured o Bias GasBias = Dr ~ oPScdle  Upscale oo fhig  Gas  value Wet
Value Gas Bias  Gas Bias Basis
1 186.59 1.60 1.70 0.02 243.90 244 10 0.05 242.20 184.80
2 185.33 1.70 1.80 0.02 24410 244 20 0.02 242.20 183.40
3 183.84 1.80 1.70 -0.02 244.20 243.80 -0.10 24220 182.10
4 183.34 1.70 1.60 -0.02 243.80 244 30 0.12 242,20 181.50
5 181.51 1.60 1.30 -0.07 244 .30 242 .80 -0.36 242.20 180.10
6 182.96 1.30 1.40 0.02 242.80 243.50 0.17 242.20 181.90
7 184.93 1.40 1.30 -0.02 243.50 243.10 -0.10 24220 183.80
8 182.90 1.30 1.20 -0.02 243.10 243.60 0.12 242.20 181.70
g 184.15 1.20 1.40 0.05 243.60 24310 -0.12 242.20 183.00
10 185.60 1.40 1.10 -0.07 24310 24270 -0.10 242.20 184.80

Cgas = (Cavg - Co) *Cma / (Cm - Co) Eq. 6C-1
where: Cgas = Effluent gas concentration, dry basis, ppm

Cavg = Average gas concentration indicated by gas analyzer, dry basis, ppm
Co = Average of initial and final system calibration bias check responses
for the zero gas, ppm
Cm = Average of initial -and final system calibration bias check responses
for the upscale calibration gas, ppm
Cma = Actual concentration of the upscale calibration gas, ppm



Grace Consulting, Inc.
Sampling System Bias Check and Measured Value Correction

Ameren
Labadie - Unit 2
Date: 9/23/2015
Pollutant: co2
Monitor Span: 2215

Average . ; Initial Final N Corrected

Percent Gas Bias  (Gas Bias Wet Basis
1 12.91 0.10 0.10 0.00 11.50 11.60 0.45 11.49 12.90
2 12.96 0.10 0.10 0.00 11.60 11.60 0.00 11.49 12.80
3 12.93 0.10 0.10 0.00 11.60 11.60 0.00 11.49 12.80
4 12.94 0.10 0.10 0.00 11.60 11.50 -0.45 11.49 12.90
5 12.93 0.10 0.10 0.00 11.50 11.40 -0.45 11.49 13.00
6 12.82 0.10 0.10 0.00 11.40 11.50 0.45 11.49 12.90
7 12.80 0.10 0.10 0.00 11.50 11.40 -0.45 11.49 12.90
8 12.90 0.10 0.10 0.00 11.40 11.40 0.00 11.49 13.00
9 12.79 0.10 0.10 0.00 11.40 11.50 0.45 11.49 12.80
10 12.82 0.10 0.10 0.00 11.50 11.40 -0.45 11.49 12.90

Cgas = (Cavg - Co) * Cma/(Cm - Co) Eq. 6C-1

where: Cgas = Effluent gas concentration, dry basis, percent
Cavg = Average gas concentration indicated by gas analyzer, dry basis, percent
Co = Average of initial and final system calibration bias check responses
for the zero gas, percent
Cm = Average of initial and final system calibration bias check responses
for the upscale calibration gas, percent
Cma = Actual concentration of the upscale calibration gas, percent



Grace Consulting Inc.

Moisture Calculations {Runs 1 - 12)

Client:

Site:

Date:

Unit Number:
Load:

Run:

Initial Weight of Impingers:
Final Weight of Impingers:
Weight gain of Impingers:
[nitial Meter Reading:
Final Meter Reading:
Volume Metered:

Meter Temperature:

Delta H:

Barometric Pressure:
Meter Correction Factor:

Volume Measured (DSCF):
Water Volume (SCF).
% Moisture in Flue Gas:

Ameren
Labadie
09/23/15
Unit 2
High

1-4
3498.00
3547.00

49.00
507.157
520.324

22167
107.00

2.062

29.32

0.975

19.82
2.3
10.40

5-12
3547.00
3593.00

45.00
530.635
552,820

22.185

115.00

2.062

29.32

0.975

19.56
2.17
10.00



Method 2H Worksheet

Client
Project No.
Baro Press
Pitot Coef.
Static Press

Molecular Wt.

Area of Flue

Stack Diameter

Point No.
Port A

COFNoa s wN

Average

Ameren
15-409
29.32
0.809
-1.13
29.19
330.1

20.50
Dist from
Wall (in.)

1.00
2.00
3.00
4.00
500
6.00
7.00
7.87
8.00
8.00

10.00

11.00

12.00

14.22

2583

47.72

79.46

Time

9/23/15 19:26
9/23/15 19:25
9/23/15 18:24
9/23/15 19:24
9/23/15 19:23
9/23/15 19:22
912315 19:21
9/23/15 19:21
9/23/15 19:21
9/23/15 19:19
8/23/15 19:19
9/23/15 19:18
9/23/15 19:16
9/2311519:15
9/23/15 19:14
9/23/1512:13
9/23/156 19:12

Stack T

3227
320.5
3233
3217
321.7
3227
3238
321.9
321.9
3228
3232
321.3
321.1
3187
319.8
321.9
319.9

320.9

Date
Run No.
CcO2

02

Pitot No.

%Moisture

Load

Sqrt.AP

0.955
0.983
1.045
1.139
1.255
1.288
1.297
1.339
1.339
1.343
1.360
1.340
1.331
1.380
1.419
1.426
1.458

1.276

9/23/2015

1
14.3
5.0
INJA
10.4
High

Yaw Angle

36
36
33
36
3.4
3.5
3.1
35
35
3.6
38
3.7
4.0
3.2
-4.8
-14.2
-1.5

1.7

Point Vel

63.13
64.89
68.13
75.24
82.92
85.15
85.83
88.48
58.48
88.78
89.91
88.49
87.85
91.03
93.48
91.52
86.36

84.16

Md

30.49

<INPUTS



Client

Project No.
Baro Press
Pitot Coef.
Static Press
Molecular Wt.
Area of Flue

Stack Diameter
Point No.
Port B

Y LR

10
11
12
D-Rem
A3
A2
Al

Average

Ameren
15-409
29.32
0.808
-1.13
29.19
330.1

20.50
Dist from
Walk (in.)

1.00
2.00
3.00
4.00
5.00
6.00
7.00
7.87
8.00
9.00

10.00

11.00
12.00
14 .22

2583

47.72

79.46

Method 2H Worksheet

Time

92315 19:26
9/23/15 19:25
9/23/15 19:24
9/23/15 19:24
9/23/15 19:23
9/23/15 19:22
9/23/15 19:21
923115 19:21
8/23/15 19:21
9/23/15 19:19
9/23/15 19:19
9/23/15 19:18
92315 19:16
9/23/11519:15
9/23/15 19:14
92315 19:13
9/231519:12

Stack T

318.9
321.5
3212
322.0
322.8
323.7
322.3
322.4
322 .4
3204
322.2
318.5
320.7
3217
321.0
322.1
319.3

321.2

Date
Run No.
CO2

02

Pitot No.

%Moisture

Load

Sqrt.AP

1.012
1.045
1.092
1.164
1.283
1.327
1.336
1.372
1.372
1.391
1.400
1.391
1.379
1.387
1.452
1.454
1.457

1.313

9/23/2015

1
14.3
5.0
IN4B
10.4
High

Yaw Angle

52
5.3
53
5.1
5.2
5.2
5.6
54
5.4
5.3
5.1
53
5.5
6.0
7.5
5.6
5.1

5.5

Point vel

66.51
68.78
71.86
76.66
84.53
87.48
§7.93
90.34
80.34
91.49
92.22
91.38
90.69
81.19
95.13
95.69
95.79

86.35

Md

30.49

<INPUTS



Client
Project No.
Baro Press
Pitot Coef.
Static Press

Molecular Wt.

Area of Flue

Stack Diameter

Point No.
Port C

Average

Ameren
15-409
29.32
0.808
-1.13
29.19
330.1

20.50
Dist from
Wall (in.)

1.00
2.00
3.00
4.00
5.00
6.00
7.00
7.87
8.00
9.00
10.00
11.00
12.00
14.22
25,83
47.72
790.46

Method 2H Worksheet

Time

9/23/15 19:26
9/23/15 19:25
9/23/15 19:24
9/23/15 19:24
9/23/15 19:23
92315 19:22
923115 19:21
9/23/15 19:21
923115 19:21
9/23/15 19:19
9/23/1519:19
9/23/1519:18
9/23/115 12:16
8/23/15 19:15
9/23/15 19:14
9/23M15 19:13
9/23115 19:12

Stack T

323.4
326.0
3222
322.1
323.0
323.5
3255
325.9
325.9
323.8
3231
323.4
322.2
323.7
323.0
3212
326.0

324.0

Date

Run No.
CcO2

02

Pitot No.
%Moisture
Load

Sqrt. AP

0.840
1.020
1.052
1.115
1.238
1.2862
1.286
1.280
1.290
1.308
1.258
1.340
1.329
1.358
1.372
1.422
1.483

1.255

9/23/2015
1
14.3
5.0
INAC
10.4
High

Yaw Angle

-13.0
-16.4
-13.5
-13.4
-12.5
-12.0
-12.8
2.1
=21
-1.7
0.0
0.3
1.1
-0.7
0.3
0.2
0.4

-5.8

Point Vel

60.62
64.87
67.65
71.72
79.97
81.05
83.1
85.45
85.45
86.55
83.24
88.68
87.87
89.88
90.78
93.08
96.98

82.23

Md

30.49

<INPUTS



Client
Project No.
Baro Press
Pitot Coef.
Static Press
Molecular Wt.
Area of Flue

Stack Diameter
Point No.
Port D

coEvoohswn

10
11
12
D-Rem
A3
A2
Al

Average

Ameren
15-409
29.32
0.808
-1.13
2919
3301

20.50
Dist from
Wall (in.)

1.00
2.00
3.00
4.00
5.00
6.00
7.00
7.87
8.00
9.00
10.00
11.00
12.00
14.22
2583
47.72
79.46

Method 2H Worksheet

Time

9/23/15 19:26
8/23/15 19:25
8/23/15 19:24
9/23/15 18:24
8/23/16 19:23
9/23/15 16:22
972315 19:21
9/23/1519.21
8723115 19:21
9/23/15 18:18
9/23/15 1919
9/23/15 19.18
9/23/15 19:16
9/23/15 19:15
9/23/15 19.14
912315 19:13
9/23M15 19:12

Stack T

321.7
318.1
320.7
3229
3198
3179
3191
318.6
318.6
3191
3200
319.7
321.5
320.8
321.5
31986
319.8

319.9

Date
Run No.
CoO2

02

Pitot No.

%Moisture

Load

Sqrt.AP

0.997
1.118
1.096
1.191
1.321
1.3583
1.372
1.407
1.407
1.422
1.386
1.380
1.387
1.385
1.488
1.514
1.470

1.336

9/23/2015

1
14.3
5.0
IN4D
10.4
High

Yaw Angle

-1.9
2.1
-2.5
-2.5
-2.3
=22
2.4
-2.2
2.2
-1.9
-1.7
-1.8
-1.8
-2.1
-2.3
-3.0
-4.6

-2.3

Point Vel

65.87
73.69
72.34
78.72
87.16
89.16
90.47
9276
92.76
93.80
91.49
91.72
91.64
91.45
98.28
99.82
96.75

88.11

Md 3048

<INPUTS



Method 2H Worksheet 2H-1

Client Ameren Date 9/23/2015
Project No. 15-409 Unit 2
Probe Type S type Test Location Stack
Pitot No. IN4A Operator GClI
Port A Stack rin. 123.0
Distance from Measured Decay Intermediate Calculations Area of Volumetric
Wall Velocity Velocity Segment Flow in
Segment
(in.) (ft/sec) (ft/sec) (in"2) (in*2) {in*2) (ft-in*2/sec)
1 63.13 31.57 11883.60 11691.17 192.43 6074.15
2 64.89 64.01 11691.17 11500.30 190.86 12217.10
3 89.13 67.01 11500.30 11311.01 189.29 12684.43
4 75.24 7219 11311.01 11123.29 187.72 13550.63
5 82.92 79.08 11123.29 10837.14 186.15 14720.74
6 85.15 84.04 10937.14 10752.56 184.58 15511.12
7 85.83 85.49 10752.56 10569.55 183.01 15645.39
8 88.48 87.16 10569.55 10388.12 181.44 15813.20
9 88.78 88.63 10388.12 10208.25 179.87 15941.60
10 89.91 89.35 10208.25 10029.95 178.30 16829.86
11 88.49 89.20 10029.95 9853.23 176.73 15763.89
12 87.85 88.17 9853.23 9678.07 175.15 15443.37
Total volumetric flow for all sections located between stack wall and d last. 169295 .48
Velocity measured at d rem 91.03
Total area in remainder of Method 1 equal area segment. 765.37404
Total flow in remainder of Method 1 equal area segment. (Qrem) 69671.9989
Wall effects-adjusted flow in equal area sector. (Qt) 238967.48

Replacement point for Port A. 80.44



Method 2H Worksheet 2H-1

Client Ameren Date 9/23/2015
Project No. 15-409 Unit 2
Probe Type S type Test Location Stack
Pitot No. INdB Testers GCl
Port B Stack rin. 123.0
Distance from Measured Decay Intermediate Calculations Area of Volumetric
Wall Velocity Velocity Segment Flow in
Segment
(in.) (ft/sec) (ft/sec) (in"2) (in"2) (in2) {ft-in"2/sec)
1 66.51 33.26 11883.60 11691.17 192.43 6399.37
2 68.78 67.65 11691.17 11500.30 190.86 12910.89
3 71.86 70.32 11500.30 11311.01 189.29 13310.99
4 76.66 74.26 11311.01 11123.29 187.72 13940.15
5 84.53 80.60 11123.29 10937.14 186.15 15002.76
5] 87.48 86.01 10937.14 10752.56 184.58 156874.74
7 87.93 87.71 10752.56 10569.55 183.01 16050.75
8 50.34 89.14 10569.55 10388.12 181.44 16172.44
9 01.49 90.92 10388.12 10208.25 179.87 16352.59
10 92.22 91.86 10208.25 10029.85 178.30 16377.38
11 91.38 91.80 10029.95 9853.23 176.73 16223.38
12 90.69 91.04 9853.23 9678.07 175.15 15945.19
Total volumetric flow for all sections located between stack wall and d last. 174560.62
Velocity measured at d rem 91.19
Total area in remainder of Method 1 equal area segment. 765.37404
Total flow in remainder of Method 1 equal area segment. (Qrem) 69794 .4587
Wall effects-adjusted flow in equal area sector. (Qt) 244355.08

Replacement point for Port B. 82.25



Method 2H Worksheet 2H-1

Client Ameren Date 912312015
Project No. 15-409 Unit 2
Probe Type S type Test Location Stack
Pitot No. iNAC Testers GClI
Port C Stackrin. 123.0
Distance from Measured Decay Intermediate Calculations Area of Volumetric
Wall Velocity Velocity Segment  Flowin
Segment
{in.) (fi/sec) (ftfsec) {(in"2) (in2) (in*2) (ft-in*2/sec)
1 60.62 30.31 11883.60 11691.17 192.43 5832.65
2 64.87 62.75 11691.17 11500.30 190.86 11975.66
3 67.65 66.26 11500.30 11311.01 189.29 12542 46
4 71.72 69.69 11311.01 11123.29 187.72 13081.33
5 79.97 75.85 11123.29 10937.14 186.15 14118.55
6 81.05 80.51 10937.14 10752.56 184.58 14860.47
7 83.11 82.08 10752.56 10589.55 183.01 15021.33
8 85.45 84.28 10569.55 10388.12 181.44 15291.56
9 86.55 86.00 10388.12 10208.25 179.87 15468.55
10 83.24 84.90 10208.25 10029.95 178.30 15136.44
11 88.68 85.96 10029.95 9853.23 176.73 15191.30
12 87.87 88.28 9853.23 9678.07 175.15 15461.76
Total volumetric flow for all sections located between stack wall and d last. 163982.07
Velocity measured at d rem 89.88
Total area in remainder of Method 1 equal area segment. 765.37404
Total flow in remainder of Method 1 equal area segment. (Qrem) 68791.8187
Wall effects-adjusted flow in equal area sector. (Qt) 232773.89

Replacement point for Port C. 78.35



Method 2H Worksheet 2H-1

Client Ameren Date 912312015
Project No. 15-409 Unit 2
Probe Type S type Test Location Stack
Pitot No. IN4D Testers GCI
Port D Stack rin. 123.0
Distance from Measured Decay Intermediate Calculations Area of Volumetric
Wall Velocity Velocity Segment Flow in
Segment
(in) (fifsec) ({ft/sec) (in"2) (in"2) (int2) (ft-in"2/sec)
1 65.87 32.94 11883.60 11691.17 192.43 6337.79
2 73.69 69.78 11691.17 11500.30 190.86 13318.38
3 72.34 73.02 11500.30 11311.01 189.29 13821.13
4 78.72 75.53 11311.01 11123.29 187.72 14178.55
5 87.15 82.94 11123.29 10937.14 186.15 15438.35
6 89.16 88.16 10937.14 10752.56 184.58 16271.58
7 90.47 89.82 10752.56 10569.55 183.01 16436.90
8 92.76 91.62 10569.55 10388.12 181.44 16622.41
9 93.80 93.28 10388.12 10208.25 179.87 16777.98
10 91.49 92.65 10208.25 10029.95 178.30 16518.24
11 91.72 91.61 10029.95 9853.23 176.73 16188.92
12 91.64 91.68 9853.23 9678.07 175.15 16058.16
Total volumetric flow for all sections located between stack wall and d last. 177968.39
Velocity measured at d rem 91.45
Total area in remainder of Method 1 equal area segment. 765.37404
Total flow in remainder of Method 1 equal area segment. (Qrem) 69993.4560
Wall effects-adjusted flow in equal area sector. (Qt) 247961.84

Replacement point for Port D. 83.46



Drem =

Point Dist.
From Wali
1.00
2.00
3.00
4.00
5.00
6.00
7.00
7.87
8.00
9.00
10.00
11.00
12.00
14.22
25.83
47.72
79.46

14.2168

Port A

63.13
64.89
69.13
75.24
82.92
856.156
85.83
88.48
88.48
88.78
89.91
88.49
87.85
91.03
93.48
91.52
96.36

Method 2H Calculations

PortB PortC PortD Uncorrected Vavg
Provisional Adj.

66.51 60.62 65.87 V'avg
68.78 64.87 73.69

71.86 67.65 72.34 Wall Adj Factor
76.66 71.72 78.72 Must be >97%

84.53 79.97 87.15
87.48 81.05 89.16
87.93 83.11 90.47
90.34 85.45 892.76
90.34 85.45 92.76
91.49 86.55 93.80 Average Temp
92,22 83.24 91.49 Average Angle
91.38 88.68 91.72
90.69 87.87 91.64

91.19 89.88 91.45 Unadj KSCFH
95.13 90.78 98.28 Adj KSCFH
95.69 93.98 99.82 SCFH

95.79 96.98 96.75

93.85

91.82

0.9784

321
-0.23

73631
72040.6
72041000



Method 2G Worksheet

Client
Project No.
Baro Press

Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
A4

B1
B2
B3
B4

C1
cz
C3
c4

D1
D2
D3
D4

Average

Ameren
15-409
29.32
-1.13
2919
330.1

Time

9/23/15 19:31
9/23/15 18:32
9/23/15 19:33
9/23/15 19:35

92315 19:31
9/23/15 19:32
9/23/15 19:33
9/23/1519:35

9/23/15 16:31
9/23/15 19:32
9/23/15 19:33
9/23/15 19:35

9/23/15 15:31
912315 19:32
9/23/15 19:33
912315 19:35

Stack T

315.4
321.0
3204
3228

321.9
3218
3228
3225

328.0
3243
3239
3247

322.0
3226
3221
3211

3225

Date

Run No.
cO2

02
%Moisture
Load

Sqrt.AP

1.460
1.476
1.443
1.312

1.422
1.432
1.420
1.342

1.387
1.451
1.460
1.360

1.433
1.462
1.460
1.404

1.420

9/23/2015
2
14.3
5.0
10.4
High

Yaw Angle

25
3.8
11.5
-4.8

4.2
37
6.1
-6.1

-14.1
-14.3
1339
-12.3

4.7
2.9
-2.1
1.6

-2.8

KSCFH
ADJKSCFH
SCFH

Point Vel

96.41
97.44
93.52
86.60

93.77
94.48
93.41
86.26

89.18
93.11
93.83
88.01

94.43
96.58
96.48
9275

93.02

72890
71315.6
71316000

Md 30.49

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 IN4C

Pitot Coef. D Pitot No.
0.808 IN4AD



Method 2G Worksheet

Client
Project No.
Baro Press

Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

B1
B2
B3
B4

C1
c2
C3
C4

D1
D2
D3
D4

Average

Ameren
15-409
29.32
-1.13
29.20
330.1

Time

9/23M15 19:36
9/23M15 19:37
9/2315 18:28
9/23/15 19:40

9/23/15 19:36
9/23/15 19:37
9/23/15 19:38
9/23/15 19:40

9/23/15 19:36
9/23/1519:37
9/23/15 19:38
9/23M1519:40

9/23/15 19:36
912315 19:37
9/23/15 19:38
9/23/15 19:40

Stack T

320.5
321.8
322.2
320.7

319.5
319.0
3228
323.2

3252
3226
3245
3186

323.2
3207
318.5
3225

3216

Date

Run No.
co2

02
%Moisture
Load

Sqrt.AP

1.414
1.481
1.454
1.313

1.432
1.446
1.452
1.396

1.416
1.448
1.483
1.344

1.448
1.457
1.433
1.411

1.428

9/23/2015
3
14.4
4.9
10.4
High

Yaw Angle

-10.0
7.0
14.8
6.0

49
5.1
54
3.2

-13.5
-12.9
-12.5
-12.5

-9.4
-7.3
-6.2
-4.5

-3.4

KSCFH
ADJKSCFH
SCFH

Point Vel

92.09
97.29
93.08
86.36

9417
95.04
95.62
9222

91.21
93.35
94.58
86.56

94.52
95.46
93.97
93.02

93.03

72978
71401.7
71402000

Md 30.50

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4AB

Pitot Coef. C Pitot No.
0.808 IN4C

Pitot Coef. D Pitot No.
0.808 IN4D



Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Paint No.
Al

AZ
A3

Average

Method 2G Worksheet

Ameren
15-409
29.32
-1.13
29.19
330.1

Time

82315 19:41
9/23/15 19:42
9/23/15 19:43
972315 19:45

9/23/15 19:41
9/23/15 19:42
9/23/15 19:43
9/23/15 19:45

92315 19:41
9/23/15 19:42
9/23M15 19:43
9/23M15 19:45

9/23/15 19:41
92315 19:42
9/23/15 19:43
9/23/15 19:45

Stack T

323.0
320.2
321.5
3z21.7

318.3
320.7
323.2
324.0

3224
324.0
3256
323.8

321.5
319.4
3216
321.9

3221

Date 9/23/2015
Run No. 4
co2 14.3
02 5.0
%Moisture 10.4
Load High
Sgrt.AP Yaw Angle
1.511 3.8
1.499 3.6
1.451 14.0
1.372 4.3
1.453 2.4
1.426 1.7
1.414 1.1
1.375 2.1
1.432 -12.9
1.441 -13.0
1.455 -12.5
1.337 -11.1
1.508 -5.4
1.504 45
1.453 4.1
1.387 -3.2
1.439 -2.1
KSCFH
ADJKSCFH
SCFH

Point Vel

99.88
98.93
93.18
90.56

95.76
94.17
93.55
90.97

92.32
92.56
94.14
86.85

99.24
98.98
95.81
91.56

94.30

73931
723341
72334000

Md 30.49

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 IN4C

Pitot Coef. D Pitot No.
0.808 IN4D



Client
Project No.
Baro Press

Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

B1
B2
B3
B4

c1
cz
c3
C4

DA
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-1.13
29.24
3301

Time

9/23/15 19:46
9/23/1519:47
9/23/15 19:48
9/23/15 19:50

9/23/15 19:46
92315 19:47
9/23/15 19:48
5/23M519:50

9/23/15 19:46
9/23/15 19:47
9/23/15 19:48
9/23/15 19:50

9/23/15 19:46
9123115 19.47
9/23/15 19.48
923115 19:50

Stack T

321.8
319.7
318.2
321.3

3221
318.0
3228
3179

324.0
323.3
323.4
3216

319.2
3205
321.4
319.4

321.0

Date

Run No.
co2

02
%Moisture
Load

Sgrt.AP

1.487
1.479
1.488
1.465

1.414
1.406
1.433
1.423

1.400
1.458
1.346
1.334

1.468
1.480
1.296
1.280

1.416

9/23/2015
5
143
5.0
10.0
High

Yaw Angle

57
43
4.8
27

0.7
1.1
15
3.3

-10.9
-11.7
-11.7
-12.6

-5.6
-1.0
-1.3
-3.0

-2.1

KSCFH
ADJKSCFH
SCFH

Paoint Vel

97.86
97.41
97.84
96.76

93.42
92.69
94.69
93.61

90.94
94.40
8715
85.99

96.35
9767
85.57
8431

92.92

72950
71374.3
71374000

Md 30.49

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 INAC

Pitot Coef. D Pitot No.
0.803_ IN4D



Client
Project No.
Baro Press

Static Press
Molecular Wt
Area of Flue

Point No.

Al
A2
A3
A4

B1
B2
B3
B4

c1
c2
C3
C4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-1.13
29.23
330.1

Time

9/23/15 198:51

9/23/15 19:52 -

H23/M15 19:52
9/23/15 19:55

9/23/15 19:51
9/23/15 19:52
9/23/15 19:52
92315 19:55

9/23/15 19:51
9/23/15 19:52
9/23/15 19:52
9/23/15 19:55

9/23/15 19:51
9/23/15 19:52
9/23/15 19:52
9/23/15 19:55

Stack T

3238
323.9
3211
3227

3223
318.5
318.7
3200

323.0
326.0
3222
323.2

320.1
3193
322.4
322.8

321.9

Date

Run No.
Cco2

02
%Moisture
Load

Sqrt.AP

1.486
1.475
1.4886
1.409

1.431
1.438
1.441
1.429

1.419
1.463
1.442
1.4486

1.507
1.536
1.504
1.474

1.462

9/23/2015
6
14.2
51
10.0
High

Yaw Angle

6.8

-3.8

-3.6
-10.6

23
24
0.0
4.0

-12.4
-11.7
-11.8
-13.2

1.6

9.5

9.2
12.7

-1.1

KSCFH
ADJKSCFH
SCFH

Point Vel

97.71
97.49
98.06
8167

9450
94.72
85.02
894.07

91.63
94 .90
93.35
93.09

99.42
9993
98.13
95.06

95.55

74928
73309.6
73310000

Md 30.48

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 IN4AC

Pitot Coef. D Pitot No.
0.808 IN4D



Method 2G Worksheet

Client Ameren Date 912312015
Project No. 15-409 Run No. 7 Md 30.49
Baro Press 29.32 cOo2 14.3
Static Press -1.13 02 5.0 <|NPUTS
Molecular Wt. 29.24 %Moisture 10.0
Area of Flue 3301 Load High
Point No. Time Stack T Sqrt.AP Yaw Angle Point Vel
A1 9/23/15 19:56 316.1 1.394 3.4 91.70 Pitot Coef. A Pitot No.
A2 9/23/15 19:56 320.2 1.456 -5.7 85,72 0.809 IN4A
A3 9/23/15 19:57 321.8 1487 1.8 98,31
Ad 9/23/15 20:00 3208 1.406 7.4 9223
B1 9/23/15 19:56 3az21.1 1.403 24 92.56 Pitot Coef. B Pitot No.
B2 9/23/15 19:56 318.7 1.436 -3.8 9448 0.808 IN4B
B3 9/23/15 19:57 319.7 1414 -1.5 93.25
B4 9/23/15 20:00 320.0 1.397 1.6 9214
c1 9/23/15 19:56 3225 1.342 -13.2 86.35 Pitot Coef. C Pitot No.
cz 9/23/15 19:56 3235 1.466 -12.6 94.61 0.808 IN4C
c3 9/23/15 19:57 3237 1.445 -13.2 93.04
C4 9/23/15 20:00 3227 1.331 -11.1 86.33
D1 9/23/15 19:56 322.1 1.401 6.3 92.00 Pitot Coef. D Pitot No.
D2 9/23/15 19:56 320.6 1.519 10.7 98.52 0.808 IN4D
D3 9/23/15 19:57 322.3 1.499 8.3 98.01
D4 9/23/15 20:00 3196 1.397 -39 91.94
Average 321.0 1.425 -1.6 93.20
KSCFH 73170
ADJKSCFH 71589.5

SCFH 71590000



Client
Project No.
Baro Press
Static Press

Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

B1
B2
B3
B4

Cc1
c2
C3
C4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-1.13
29.23
3301

Time

9/23/15 20:01
9/23M5 20:02
9/23/15 20:04
9/23/15 20:05

$/23/15 20:01
9/23/15 20:02
9/23M5 20:04
9/23M15 20:05

9/23/15 20:01
9/23/15 20:02
9/23/15 20:04
9/23/15 20:05

9/23/15 20:01
9/23M15 20:02
9/23/15 20:04
9/23/15 20:05

Stack T

317.2
3211
3213
3168

316.3
322.0
319.4
318.7

3206
321.6
3228
3206

317.4
318.8
320.7
320.5

319.7

Date

Run No.
cO2

02
%Moisture
Load

Sqrt. AP

1.483
1.487
1.458
1.377

1.415
1.427
1.410
1.354

1.422
1.466
1.441
1.331

1.503
1.524
1.460
1.414

1.436

9/23/2015
8
14.2
5.1
10.0
High

Yaw Angle

7.8
0.5
10.7
4.0

-2.6
0.7

-0.4
1.1

-11.5
-12.6
-12.0
-10.9

10.5
8.7
10.9
133

11

KSCFH
ADJKSCFH
SCFH

Point Vel

96.88
98.32
94.74
90.58

93.06
94.28
893.01
80.26

91.99
94.51
93.18
86.28

97.36
99.34
94.65
90.84

93.64

73632
72041.5
72042000

Md 30.48

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A,

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 IN4C

Pitot Coef. D Pitot No.
0.808 IN4D



Client
Project No.
Baro Press
Static Press

Molecular Wt.
Area of Flue

Point No.

A1
A2
A3
Ad

B1
B2
B3
B4

C1
c2
Cc3
C4

oy
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
113
29.24
3301

Time

9/23/15 20:06
9/23/156 20:07
9/23/15 20:08
9723115 20:10

9123115 20:06
9/23/15 20:07
9/23/15 20:08
9/23/M15 20:10

9/23/15 20:06
9/23M15 20:07
9/23/15 20:08
923115 20:10

9/23/15 20:06
9/23/15 20:07
92315 20:08
9/23/15 20:10

Stack T

319.8
3181
382
318.2

317.0
3184
392
3197

321.9
319.5
319.0
323.0

318.8
321.2
319.1
318.3

319.3

Date

Run No.
cOo2

02
%Moisture
lLoad

Sqgrt. AP

1.479
1.488
1.451
1.369

1.453
1.463
1.433
1.360

1.414
1.447
1.438
1.320

1.511
1.517
1.473
1.431

1.441

912312015
9
14.3
5.0
10.0
High

Yaw Angle

6.0
2.3
-2.0
8.5

4.7
4.6
23
1.3

-11.8
-11.6
-13.3
-123

9.7
114
36
10.7

0.5

KSCFH
ADJKSCFH
SCFH

Point Vel

97.16
98.76
9569
89.75

95.36
96.12
94.43
89.69

91.44
9349
g92.28
85.26

98.20
98.19
96.94
92.68

94.09

74024
724251
72425000

Md 30.49

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 IN4C

Pitot Coef. D Pitot No.
0.808 IN4D



Client
Project No.
Baro Press
Static Press

Molecular Wt.

Area of Flue

Point No.

Al
A2
A3
Ad

B1
B2
B3
B4

C1
c2
C3
C4

D1
b2
b3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-1.13
29.24
3301

Time

9/23/15 20:11
9/23/115 20:12
9/23/16 20013
9/23/15 20:15

9/23/15 20:11
9/23M15 20:12
9/23/15 20:13
9/23M15 2015

9723115 20:11
9/23M15 2012
9/23M15 20:13
9/23/15 20:15

972315 20:11
92315 20:12
9123115 20:13
9/23/15 20:15

Stack T

320.2
318.8
3185
318.2

3196
318.2
3187
3191

322.7
318.4
318.0
318.9

321.0
320.7
317.7
3211

3194

Date

Run No.
cO2

02
%Moisture
Load

Sqrt.aP

1.479
1.463
1.480
1.368

1.405
1.481
1.418
1.372

1.379
1.448
1.446
1.305

1.485
1.454
1.440
1.368

1.422

9/23/2015
10
14.3
5.0
10.0
High

Yaw Angle

12.4
-1.2
1.8

-2.9

-7.2
8.4
3.4
3.0

-12.1
-12.4
126
-11.4

9.2
9.4
0.4
-8.4

1.3

KSCFH
ADJKSCFH
SCFH

Point Vel

95.44
96.55
96.31
90.15

91.95
95.26
93.32
90.35

89.12
93.22
92.899
84.35

96.78
94.69
94.87
80.36

92.79

72998
71421.2
71421000

Md 30.49

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 IN4C

Pitot Coef. D Pitot No.
0.808 IN4D



Client

Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

B1
B2
B3
B4

C1
cz
Cc3
Ca

DA
D2
b3
B4

Average

Method 2G Worksheet

Ameren
15-409
29.32
113
29.24
3301

Time

9/23/15 20116
92315 20:18
9/23/15 20:19
92315 20:20

9/23/16 20:16
9/23/15 20:18
9/23/15 20:19
9/23/156 20:20

9/23M15 20:16
9/23/15 20:18
9/23/15 20:19
9/23/15 20:20

9/23M15 20:16
92315 20:18
9/2315 2019
9/23M15 20:20

Stack T

318.4
320.0
3M7.3
318.0

318.8
320.5
319.5
317.5

32286
319.0
318.0
319.4

320.3
320.2
318.8
319.0

319.2

Date 9/23/2015
Run No. 1
CO2 14.3
02 5.0
%MNMoisture 10.0
Load High
Sgrt.AP Yaw Angle
1.493 58
1.508 22
1.455 57
1.339 26
1.417 2.6
1.432 2.4
1.404 23
1.389 28
1.397 125
1.456 -14.2
1.463 -14.3
1.336 -12.0
1.485 7.9
1.496 8.4
1.419 83
1.389 10.5
1.430 0.5
KSCFH
ADJKSCFH
SCFH

Point Vel

98.03
99.55
95.48
88.25

93.33
94.43
82.53
81.39

90.14
83.07
93.42
86.19

97.07
97.66
92.58
90.06

93.32

73430
71843.9
71844000

Md 30.49

<INPUTS

Pitot Coef. A Pitot No.
0.809 INdA

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 INAC

Pitot Coef. D Pitot No.
0.808 IN4D



Client
Project No.
Baro Press

Static Press
Molecular Wt.
Area of Flue

Point No.

A1
A2
A3
A4

B1
B2
B3
B4

C1
Cc2
Cc3
C4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-1.13
29.24
330.1

Time

9/23M15 20:21
9/23M5 20:22
9/23/15 20:23
92315 20:25

9/23/15 20:21
9123115 20:22
9723156 20:23
9/23/15 20:25

9/23/15 20:21
9/23/15 20:22
9/23/15 20:23
9/23M15 20:25

9/23M15 20:21
9/23/15 20:22
9/23/15 20:23
9/23/15 20:25

Stack T

317.9
3198
319.7
31386

318.7
3184
316.3
316.7

320.3
3206
3198
319.0

31986
3174
316.0
319.0

318.3

Date

Run No.
cO2

02
Y%Moisture
Load

Sqrt.AP

1.475
1.489
1.436
1.379

1.426
1.433
1.41
1.379

1.382
1.436
1.436
1.332

1.483
1.494
1.4686
1.386

1.429

9/23/2015
12
14.3
5.0
10.0
High

Yaw Angle

25
6.4
13.0
8.7

4.2
27
26
2.3

-13.6
-12.2
-12.6
-12.3

86
94
9.4
8.5

1.5

KSCFH
ADJKSCFH
SCFH

Point Vel

g7.22
97.73
92.42
90.28

93.76
94.35
92,78
90.72

89.29
92.64
92.46
85.81

96.72
97.09
95.18
91.04

93.09

73336
71751.9
71752000

Md 30.49

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 INAC

Pitot Coef. D Pitot No.
0.808 IN4D



Grace Consulting Inc.

Moisture Calculations (Runs 1-12)

Client:

Site:

Date:

Unit Number:
Load:

Run;

Initial Weight of Impingers:
Final Weight of Impingers:
Weight gain of Impingers:
Initial Meter Reading:
Final Meter Reading:
Volume Metered:

Meter Temperature:

Defta H:

Barometric Pressure:
Meter Correction Factor:

Volume Measured (DSCF):
Water Volume (SCF):
% Moisture in Flue Gas:

Ameren

Labadie
09/24/15
Unit 2
Low

1-6
3494.00
3542.00

48.00
565.239
588.130

22.891

108.00

2.062

29.32

0.975

20.43
2.26
10.00

7-12
3542.00
3592.00

50.00
588.140
610.470
22.330
111.00
2.0862
29.32
0.975

19.82
2.36
10.60



Method 2H Worksheet

Client
Project No.
Baro Press
Pitot Coef.
Static Press
Molecular Wt.
Area of Flue

Stack Diameter
Point No.
Port A

CoFTudrawn -

10
11
12
D-Rem
A3
A2
A1

Average

Ameren
15-409
29.32
0.809
-0.89
29.20
330.1

20.50
Dist from
Wall (in.)

1.00
200
3.00
4.00
5.00
6.00
7.00
7.87
8.00
8.00
10.00
11.00
12.00
14,22
25.83
4772
79.46

Time

9/24/15 0:46

9/24/15 0:45

9/24/15 0:44
9/24/15 0:44
9/24/15 0:43
9/24/15 0:43
9/24/15 G:42
9/24/15 0:41
9/24/15 0:41
924115 0:40
9/24/15 0:39
9/24/15 0:38
9/24/15 0:37
9/24/15 0:36
9/24/15 0:34
©/24/15 0:32
9/24/15 ;31

Stack T

234.3
2376
240.6
248.3
257.5
2677
273.3
2771
277.1
283.8
283.3
286.1
286.8
287.1
288.6
290.4
284.6

285.2

Date
Run No.
co2

02

Pitot No.

%Moisture

Load

Sqrt. AP

0.633
0.687
0.708
0.713
0.709
0.803
0.836
0.879
0.879
0.881
0.884
0.916
0.921
0.880
0.933
0.946
0.962

0.834

9/24/2015

1
13.9
5.5
IN4A
10.0
Low

Yaw Angle

8.8
9.2

8.9

8.3

8.8
8.5
8.9
83
83
8.8
9.1

8.6
8.7
4.0
4.4
47
52

7.3

Point Vel

39.00
42.39
43.81
44.43
44.41
50.70
52.93
55.88
55.88
56.19
56.31
58.54
58.87
56.78
60.23
61.12
61.86

52,90

Md 30.44

<INPUTS



Client
Project No.
Baro Press
Pitot Coef.
Static Press
Molecular Wt.
Area of Flue

Stack Diameter
Point No.
Port B

N RN I IR TN

10
11
12
D-Rem
A3
A2
Al

Average

Ameren
15-409
29.32
0.808
-0.89
29.20
330.1
20.50

Dist from
Wall {in.)
1.00
2.00
3.00
4.00
5.00
6.00
7.00
7.87
8.00
9.00
10.00
11.00
12.00
14.22
25.83
47.72
79.46

Method 2H Worksheet

‘Time

9/24/15 0:46
9/24/15 0:45
9/24/15 0:44
8/24115 044
9/24/15 0:43
9/24/15 0:43
9/24/15 0:42
9/24/15 0:41
9/24/15 0:41
9/24/15 0:40
9/24/15 0:39
9/24/15 0:38
9/24/15 0:37
9/24/15 0:36
9/24/15 0:34
9/24/15 0:32
9/24M15 0:31

Stack T

224.8
2319
2453
248.4
254.7
268.9
276.7
278.3
2783
286.6
288.3
2854
288.7
286.3
289.0
287.2
288.5

285.8

Date
Run No.
co2

02

Pitot No.

%Moisture

Load

Sqrt.AP

0.653
0.679
0.711
0.776
0.818
0.864
0.873
0.893
0.893
0.955
0.960
0.986
0.956
0.966
0.985
0.994
0.991

0.879

9/24/2015

1
13.9
5.5
IN4B
10.0
Low

Yaw Angle

[ N N W . —
0000~ N ®

1.8

20
1.7
1.9
1.7
1.6
1.9
3.8
2.9
5.8

2.2

Point Vel

40.37
4219
44 .61
48.79
51.53
55.10
56.97
57.31
57.31
61.64
61.95
63.59
61.80
62.34
63.57
64.13
63.75

56.23

Md 30.44

<INPUTS



Client
Project No.
Baro Press
Pitot Coef.
Static Press
Molecular Wt.
Area of Flue

Stack Diameter
Point No.
Port C

Average

Ameren
15-409
29.32
0.808
-0.89
29.20
330.1

20.50
Dist from
Wall (in.}

1.00
2.00
3.00
4.00
5.00
6.00
7.00
7.87
8.00
8.00
10.00
11.00
12.00
14.22
25.83
47.72
79.46

Method 2H Worksheet

Time

9/2415 0:46
9/24/15 0:45
89/24115 0:44
9/24/15 0:44
9124115 0:43
9/24/15 0:43
9/24/15 0:42
9/24/15 0:41
9/24/15 0:41
9/24/15 0:40
9/24M15 0:38
9/24/15 0:38
912415 0:37
9/24/15 0:36
92415 0:34
92415 0:32
9/24/15 0:31

Stack T

2409
250.4
253.3
259.3
266.5
268.8
2755
278.4
278.4
2688.4
288.9
289.4
287.8
288.4
2911
288.4
288.3

286.6

Date
Run No.
C02

02

Pitot No.

%Moisture

Load

Sqrt.AP

0.586
0.676
0.663
0.702
0.742
0.785
0.807
0.823
0.823
0.820
0.846
0.842
0.830
0.868
0.200
0.920
0.942

0.799

9/24/2015

1
13.9
55
iN4C
10.0
Low

Yaw Angle

1.2
24
1.4
27
2.0
1.0
2.4
25
2.5
25
3.3
-0.6
-2.5
-2.3
-4.3
5.1
-7.5

0.1

Point Vel

36.66
42.55
41.84
44,45
47.24
50.08
51.68
52.80
52.80
5297
54.63
54.47
53.58
56.08
58.13
59.25
60.38

51.15

Md

30.44

<{NPUTS



Client
Project No.
Baro Press
Pitot Coef.
Static Press
Molecular Wt.
Area of Flue

Stack Diameter
Point No.
Port D

CoTNo o AW

10
11
12
D-Rem
A3
A2
Al

Average

Ameren
15-409
29.32
0.808
-0.89
29.20
3301

20.50
Dist from
Wall {in.)

1.00
2.00
3.00
4.00
5.00
£6.00
7.00
7.87
8.00
9.00
10.00
11.00
12.00
14.22
2583
4772
79.46

Method 2H Worksheet

Time

9/24/15 0:46
9/24/15 0:45
9/24/15 0:44
9/24/15 0:44
9/24/15 0:43
9/24/15 0:43
9/24/15 0:42
924115 0:41
9f24/15 0:41
9724115 0:40
9/24/15 0:39
9/24/15 0:38
9/24/15 0:37
9/24/15 0.36
9/2415 0.34
9724115 0:32
9724115 0:31

Stack T

218.6
226.0
234.5
2445
2554
2582
2766
285.0
285.0
2875
284.9
288.2
288.5
287.8
290.7
286.9
286.8

2874

Date
Run No.
co2

02

Pitot No.

%Moisture

Load

Sqart. AP

0.662
0.696
0.708
0.490
0.779
0.837
0.859
0.863
0.863
0.879
0.893
0.896
0.899
0.878
0.933
0.930
0.943

0.824

9/24/2015

1
13.9
55
IN4AD
10.0
Low

Yaw Angle

8.8
-8.6
-8.8
-8.7
-8.6
-8.2
-B.9
-8.5
-8.5
-8.3
8.2
-85
8.9
42
-4.4
-2.5
-3.4

Paint Vel

40.31
4260
43.58
30.38
48.69
5247
54.44
55.06
55.06
56.20
57.01
57.29
57.47
56.59
60.24
60.01
60.80

52.25

Md  30.44

<INPUTS



Method 2H Worksheet 2H-1

Client Ameren Date 912472015
Project No. 15-409 Unit 2
Probe Type S type Test Location Stack
Pitot No. IN4A Operator GClI
Port A Stack r in. 123.0
Distance from Measured Decay Intermediate Calculations Area of Volumetric
Wall Velocity Velocity Segment Flow in
Segment
(in.) (ft/sec) (ft/sec) (in?2) (in"2) (in"2) (ft-in"2/sec)
1 39.00 19.50 11883.60 11681.17 192.43 3752.45
2 42.39 40.70 11691.17 11500.30 190.86 7767.16
3 43.81 43.10 11500.30 11311.01 189.29 8158.47
4 44.43 4412 11311.01 11123.29 187.72 8282.24
5 44 .41 44.42 11123.29 10937.14 186.15 8268.78
6 50.70 47.56 10937.14 10752.56 184.58 8777.67
7 52.93 51.82 10752.56 10569.55 183.01 9482 58
8 55.88 54.41 10569.55 10388.12 181.44 9871.11
9 56.19 56.04 10388.12 10208.25 176.87 10078.84
10 56.31 56.25 10208.25 10029.95 178.30 10029.15
11 58.64 57.43 10029.95 9853.23 176.73 10148.45
12 58.87 58.71 9853.23 9678.07 175.15 10282.44
Total volumetric flow for all sections located between stack wall and d last. 104899.33
Velocity measured at d rem 56.78
Total area in remainder of Method 1 equal area segment. 765.37
Total flow in remainder of Method 1 equal area segment. (Qrem) 43457.94
Wall effects-adjusted flow in equal area sector. (Qf) 148357.27

Replacement point for Port A. 49.94



Method 2H Worksheet 2H-1

Client Ameren Date 9/24/2015
Project No. 15-409 Unit 2
Probe Type S type Test Location Stack
Pitot No. INAB Testers GCl
Port B Stack rin. 123.0
Distance from Measured Decay Intermediate Calculations Area of Volumetric
Wall Velocity Velocity Segment Flow in
Segment
(in.) (ft/sec) (ft/sec) (in*2) (in"2) (in"2) (ft-in"2/sec)
1 40.37 20.19 11883.60 11691.17 192.43 3884.26
2 42.19 41.28 11691.17 11500.30 190.86 7878.80
3 44.61 43.40 11500.30 11311.01 189.29 8215.26
4 48.79 46.70 11311.01 11123.28 187.72 8766.56
5 51.53 50.16 11123.29 10937.14 186.15 9337.29
6 55.10 53.32 10837.14 10752.56 184.58 9840.84
7 55.97 55.54 10752.56 10569.55 183.01 10163.37
8 57.31 56.64 10569.55 10388.12 181.44 10276.63
9 61.64 59.48 10388.12 10208.25 179.87 10697.58
10 61.95 61.80 10208.25 10029.95 178.30 11017.80
11 63.59 62.77 10029.95 9853.23 176.73 11093.04
12 61.80 62.70 9853.23 9678.07 175.15 10881.31
Total volumetric flow for all sections located between stack wall and d last. 112152.75
Velocity measured at d rem . 62.34
Total area in remainder of Method 1 equal area segment. 765.37
Total flow in remainder of Method 1 equal area segment. {Qrem) 47713.42
Wall effects-adjusted flow in equal area sector. (Qt) 159866.16

Replacement point for Port B. :53.81



Method 2H Worksheet 2H-1

Client Ameren Date 912412015
Project No. 15-409 Unit 2
Probe Type S type Test Location Stack
Pitot No. IN4C Testers GCl
Port C Stackr in. 123.0
Distance from Measured Decay Intermediate Calculations Areaof  Volumetric
Wall Velocity Velocity Segment Flow in
Segment
(in.) (ft/sec) (ft/sec) (in*2) (in"2) (in"2) {ft-in"2/sec)
1 36.66 18.33 11883.60 11691.17 192.43 35627.30
2 42.55 39.61 11691.17 11500.30 190.86 7559.11
3 41.84 42.20 11500.30 11311.01 189.29 7987.16
4 44.45 43.15 11311.01 11123.29 187.72 8099.21
5 47.24 45.85 11123.29 10937.14 186.15 8534.05
6 50.08 48.66 10937.14 10752.56 184.58 8981.63
7 51.68 50.88 10752.56 10569.565 183.01 9311.47
8 52.80 52.24 10569.55 10388.12 181.44 9478.30
9 52.97 52.89 10388.12 10208.25 179.87 9512.26
10 54.83 53.80 10208.25 10029.95 178.30 9592.33
11 54.47 54.55 10029.95 9853.23 176.73 9640.36
12 53.58 54.03 9853.23 9678.07 175.15 9462.72
Total volumetric flow for all sections located between stack wall and d last. 101685.89
Velocity measured at d rem 56.08
Total area in remainder of Method 1 equal area segment. 765.37
Total flow in remainder of Method 1 equal area segment. {Qrem) 42922.18
Wall effects-adjusted flow in equal area sector. (Qt) 144608.07

Replacement point for Port C. 48.67



Method 2H Worksheet 2H-1

Client Ameren Date 9/24/2015
Project No. 15-409 Unit 2
Probe Type S type Test Location Stack
Pitot No. IN4D Testers GCI
Port D Stack rin. 123.0
Distance from Measured Decay Intermediate Calculations Areaof  Volumetric
Wall Velocity Velocity Segment Flow in
Segment
(in.) (ft/sec) {ft/sec) (in"2) (inA2) (in2) (ft-in*2/sec)
1 40.31 20.16 11883.60 11691.17 192.43 3878.49
2 42.60 41.46 11691.17 11500.30 180.86 7912.20
3 43.58 43.08 11500.30 11311.01 188.29 8166.58
4 30.38 36.98 11311.01 11123.29 187.72 6941.92
5 48.69 39.54 11123.29 10937.14 186.15 7359.44
6 52.47 50.58 10937.14 10752.56 184.58 9336.02
7 54.44 53.46 10752.56 10569.55 183.01 9782.72
8 55.06 54.75 10569.55 10388.12 181.44 9933.71
9 56.20 55.63 10388.12 10208.25 179.87 10005.99
10 57.01 56.61 10208.25 10029.95 178.30 10082.45
11 57.29 57.15 10029.85 9853.23 176.73 10099.85
12 57.47 57.38 9853.23 9678.07 175.15 10050.36
Total volumetric flow for all sections located between stack wall and d last. 103549.72
Velocity measured at d rem 56.59
Total area in remainder of Method 1 equal area segment. 765.37
Total flow in remainder of Method 1 equal area segment. (Qrem) 43312.52
Wall effects-adjusted flow in equal area sector. (Qt) 146862.24

Replacement point for Port D. 48.43



Drem =

Point Dist.
From Wall
1.00
2.00
3.00
4.00
5.00
6.00
7.00
7.87
8.00
9.00
10.00
11.00
12.00
14.22
25.83
47.72
79.46

14.2168

Port A

39.00
42.39
43.81
44.43
44.41
50.70
52.93
55.88
55.88
56.19
56.31
58.54
58.87
56.78
60.23
61.12
61.86

Method 2H Calculations

PortB PortC PortD Uncorrected Vavg 59.66
Provisional Adj.

40.37 36.66 40.31 V'avg 58.46
42.19 42.55 42.60

44.61 41.84 43.58 Wall Adj Factor 0.9799
48.79 44 .45 30.38 Must be >97%

51.53 47.24 48.69
55.10 50.08 52.47
55.97 51.68 54.44
57.31 52.80 55.06
57.31 52.80 55.06
61.64 52.97 56.20 Average Temp 286
61.95 54.63 57.01 Average Angle 0.66
63.59 54.47 57.29
61.80 53.58 57.47

62.34 56.08 56.59 Unadj KSCFH 49050
63.57 58.13 60.24 Adj KSCFH 48064.0
64.13 59.25 60.01 SCFH 48064000

63.75 60.38 60.80



Method 2G Worksheet

Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
A4

B1
B2
B3
B4

C1
c2
c3
c4

D1
D2
D3
D4

Average

Ameren
15-409
29.32
-0.89
29.19
3301

Time

924115 0:48
92415 0:49
9/24/15 0:50
9/24/15 0:52

9/24/15 0:48
9/24/15 0:49
9/24/16 0:50
9/24/16 0:52

9/24/15 0:48
9/24/15 0:49
9/24/15 0:50
9/24/16 0:52

9/24/15 0:48
9/24/15 0:49
9/24/15 0:50
9/24/15 0:52

Stack T

2854
284.7
284.1
2829

285.9
284.3
2901
287.2

2842
283.8
286.7
2825

284.9
284.0
280.6
280.2

284.5

Date

Run No.
co2

02
%Moisture
Load

Sqrt.AP

0.971
0.952
0.844
0.917

0.994
0.995
0.069
0.946

0.829
0.912
0.804
0.828

0.858
0.808
0.922
0.804

0.928

9/24/2015

2
13.8
5.6
10.0
Low

Yaw Angle

-3.0
-5.1
-4.5
4.5

6.7
4.1
3.4
29

1.7
-11.4
-11.8
-12.4

72
2.9
-7.8
-8.0

41

KSCFH
ADJKSCFH
SCFH

Point Vel

62.66
61.24
54.32
58.97

63.73
64.00
62.62
61.06

58.66
57.63
57.16
52.09

6138
57.67
58.76
57.57

59.34

48901
47918.1
47918000

Md 3043
<INPUTS

Pitot Coef. A
0.809

Pitot Coef. B
0.808

Pitot Coef. C
0.808

Pitot Coef. D
0.808

Pitot No.
IN4A

Pitot No.
IN4B

Pitot No.
IN4C

Pitot No.
IN4D



Method 2G Worksheet

Client

Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

B1
B2
B3
B4

c1
c2
Cc3
c4

D1
D2
P3
D4

Average

Ameren
15-409
2932
-0.89
29.20
330.1

Time

9/24/15 0:53
9/24/15 0:53
9/24/15 0:54
9/24/15 0:57

9/24/15 0:53
9/24/15 0:53
9/24/15 0:54
912415 0:57

92415 0:53
92415 0:53
924115 0:54
9/24/15 0:57

9/2415 (:53
9/24/15 0:53
9/24/15 (:54
9/24/15 0:57

Stack T

2831
283.7
284.8
284.7

283.3
2834
2876
283.8

286.7
287.3
2821
284.5

286.2
285.4
2821
2804

284.3

Date

Run No.
Cco2

02
“%Moisture
Load

Sqrt. AP

0.955
0.936
0.922
0.933

0.986
0.982
0.967
0.927

0.927
0.918
0.905
0.841

0.911
0.894
0.895
0.864

0.923

9/24/2015

3
13.9
55
10.0
Low

Yaw Angle

-1.1

-5.4
-12.1

-0.2

54
34
3.5
4.0

-11.7
-11.6
-11.1
-11.2

-8.5
-10.8
-8.8
-1.5

-4.9

KSCFH
ADJKSCFH
SCFH

Point Vel

61.59
60.13
58.22
60.25

63.25
63.17
62.37
59.61

58.62
58.10
5718
53.20

5817
56.66
56.94
55.54

58.94

48581
47604.5
47605000

Md 30.44
<INPUTS

Pitot Coef. A
0.809

Pitot Coef. B
0.808

Pitot Coef. C
(.808

Pitot Coef. D
0.808

Pitot No.
IN4A

Pitot No.
IN4B

Pitot No.
IN4C

Pitot No.
IN4AD



Method 2G Worksheet

Client Ameren Date 9/24/2015
Project No. 15409 Run No. 4 Md  30.43
Baroc Press 29.32 cO2 13.8
Static Press -0.89 02 5.6 <INPUTS
Molecular Wt. 29.19 “%Moisture 10.0
Area of Flue 3301 Load Low
Point No. Time Stack T Sqrt.aP Yaw Angle Point Vel
Al 9/24/15 0:58 279.1 0.943 -3.2 60.58 Pitot Coef. A Pitot No.
A2 9/24/15 1:00 284.7 0.958 53 61.61 0.809 IN4A
A3 9/24/15 1:01 2829 0.970 -2.4 62.52
Ad 9/24/15 1:02 282.0 0.900 -B.5 57.38
B1 9/24/15 0:58 286.6 0.684 45 63.36 Pitot Coef. B Pitot No.
B2 9/24/15 1:00 282.7 0.986 2.6 63.45 0.808 IN4B
B3 9/24/15 1:01 283.0 0.955 2.6 61.47
B4 9/24/15 1:02 2829 0.947 3.6 60.88
c1 9/24/15 0:58 282.3 0.902 11.7 56.88 Pitot Coef. C Pitot No.
c2 9/24/15 1:00 288.5 0.912 -12.4 57.60 0.808 IN4C
C3 924/15 1.1 286.2 0.910 -10.7 57.74
C4 9/24/115 1:02 283.5 0.803 -11.1 50.79
D1 9/24/15 0:58 282.2 0.937 20 60.30 Pitot Coef. D Pitot No.
b2 924115 1:00 2816 0.932 -3.8 59.86 0.808 IN4D
D3 9/24115 1:01 282.5 0.928 -3.2 59.68
D4 0/24/15 1:02 279.4 0.878 137 54.83
Average 283.1 0.928 -4.7 59.31
KSCFH 45964
ADJKSCFH 47979.8

SCFH 47980000



Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
A4

B1
B2
B3
B4

C1
cz2
X}
C4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-0.89
29.19
3301

Time

9/24/15 1:03
9/24/15 1:04
9/24/15 1.05
9/24/15 1:.07

9/24/151:03
9/24/15 1:04
9/24M15 1:05
9/24/15 1:07

9/24/156 1:03
9/24/151:04
9/24/151:05
92415 1:07

9/24/151:03
9/24/15 1:.04
9/24/15 1:05
9124115 1:07

Stack T

284.0
278.6
282.6
284.4

2811
286.3
283.5
277.1

2821
2812
284.9
287.4

284.8
284.0
281.2
2834

283.0

Date

Run No.
cO2

02

% Moisture
Load

Sqrt. AP

0.952
0.929
0.940
0.901

0.293
0.990
0.961
0.919

0.939
0.926
0.885
0.822

0.957
0.951
0.904
0.875

0.928

9/24/2015

5
13.8
5.6
10.0
Low

Yaw Angle

-2.1
-5.4
-4.9
-5.6

6.2
3.3
22
-1.0

=121
-11.2
-11.0
8.9

5.2
7.0
22
38

-2.1

KSCFH
ADJKSCFH
SCFH

Point Vel

61.42
59.53
60.40
57.90

63.53
63.82
61.90
58.97

58.12
58.46
56.05
52.33

61.48
60.86
58.13
56.27

59.39

438040
48054.3
48054000

Md  30.43

<INPUTS

Pitot Coef. A
0.809

Pitot Coef. B
0.808

Pitot Coef. C
0.808

Pitot Coef. D
0.808

Pitot No.
IN4A

Pitot No.
IN4B

Pitot No.
IN4C

Pitot No.
IN4D



Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
A4

B1
B2
B3
B4

c1
c2
C3
C4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
2932
-0.89
29.20
3301

Time

9/24/151.08
9/24/16 1.09
9/24186 1:11
9/24M5 1:12

924115 1.08
9/24/15 1:08
9724115 111
924116 1:12

9/24/15 1.08
9/24/15 1.09
9/24115 1:11
9/24/15 1:12

9/24/15 1:08
9/24115 1:09
924115 1.1
92415 112

Stack T

284.0
283.2
2819
280.0

2836
281.4
281.2
281.0

2847
283.7
283.8
282.4

281.2
281.7
283.7
279.5

282.3

Date

Run No.
cOo2

02
%Moisture
Load

Sqrt. AP

0.968
0.978
0.918
0.891

0.966
0.954
0.924
0.916

0.914
0.895
0.902
0.750

0.953
0928
0.807
0.714

0.905

9/24/2015

8
13.9
55
10.0
Low

Yaw Angle

3.8
4.7
-2.9
-3.7

0.1
2.6
-2.1
-1.6

-11.3
-11.6

-10.2
-9.0

-1.4

KSCFH
ADJKSCFH
SCFH

Point Vel

62.34
62.88
59.09
57.24

62.26
61.33
50.41
58.91

57.81
56.53
57.22
47.70

60.29
59.47
58.28
45.78

57.91

47861
46899.0
46899000

Md  30.44

<INPUTS

Pitot Coef. A
0.809

Pitot Coef. B
(0.808

Pitot Coef. C
0.808

Pitot Coef. D
0.808

Pitot No.
IN4A

Pitot No.
IN4B

Pitot No.
IN4AC

Pitot No.
IN4D



Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

B1
B2
B3
B4

C1
cz
C3
C4

D1
Dz
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-0.89
29.14
3301

Time

9/24151:13
9/24/15 1:14
9/24/151:15
9/24115 1:17

9/24/15 1:13
9/24/15 1:14
8/24/15 1:15
912415 1:17

9124115 1:13
9/24/15 1:14
924115 115
9/24/15 1:17

9/24/15 1:13
92415 1:14
924115115
9/24/15 1:17

Stack T

280.1
2785
280.0
279.6

2825
281.7
285.2
283.9

2851
2849
280.9
276.0

2815
280.9
279.4
2834

281.5

Date

Run No.
cO2

02
%Moisture
Load

Sqrt.AP

0.961
0.926
0.918
0.905

0.972
0.938
0.931
0.909

0.944
0.939
0.930
0.844

0.962
0.932
0.897
0.863

0.923

9/24/2015

7
14.0
54
10.6
Low

Yaw Angle

-4.9
-8.6
-8.0
-7.8

-0.2
-3.2
-2.1
1.7

-11.5

-10.6
-8.7
-7.1

9.3
3.8
44
56

-3.2

KSCFH
ADJKSCFH
SCFH

Point Vel

61.70
58.94
58.58
57.76

62.66
60.34
60.09
58.63

59.74
59.60
59.20
53.76

61.16
59.89
57.54
55.40

59.06

43866
47883.8
47884000

Md  30.46

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 INAC

Pitot Coef. D Pitot No.
0.808 IN4D



Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

B1i
B2
B3
B4

C1
c2
C3
Cc4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-0.89
29.14
3301

Time

9/24/15 1:18
9/24/15 1:19
9/24/15 1:20
9/24{15 1:22

9/24/15 1:18
9/24/15 1:19
9/24/15 1:20
9/24/115 1:22

9/24115 1:18
9/24/15 1:19
9/24/15 1:20
9/24/15 1:22

9/24/15 1:18
9/24/15 1:19
92415 1:20
924115 1:22

Stack T

280.6
279.5
283.3
278.5

278.3
278.9
279.5
282.9

2819
281.1
282.5
277.5

2801
2816
279.0
279.6

280.3

Date

Run No.
cO2

02

% Moisture
ioad

Sqrt. AP

0.966
0.964
0.957
0.942

0.969
0.959
0.944
0.927

0.937
0.934
0.948
0.856

0.938
0.924
0.897
0.909

0.936

912412015

8
14.0
54
10.6
Low

Yaw Angle

-0.3
46
-39
-4.3

2.8
-0.4
-1.4
08

-8.6
-8.7
-7.8
-7.6

2.8
-0.7
21

3.0

-2.3

KSCFH
ADJKSCFH
SCFH

Point Vel

62.27
61.90
61.66
60.47

62.22
61.67
60.72
59.77

8§9.70
£50.46
60.55
54.51

60.30
59.63
57.65
58.41

60.05

49764
48763.7
48764000

Md  30.46

<INPUTS

Pitot Coef. A Pitot No.
0.809 IN4A

Pitot Coef. B Pitot No.
0.808 IN4AB

Pitot Coef. C Pitot No.
0.808 IN4C

Pitot Coef. D Pitot No.
0.808 IN4D



Client

Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

LY
A2
A3
Ad

B1
B2
B3
B4

C1
C2
C3
C4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29.32
-0.89
29.12
3301

Time

9/24/151:23
9/24/15 1:24
9/24/151:25
9/24/15 1:27

9/24/15 1:23
924115 1:24
9/24/115 1:25
9724116 1:27

9/24/15 1:23
924115 1:24
9/24/151:25
924116 1:27

9/24{151:23
9/24/15 1:24
9124115 1:25
9/24/151:27

Stack T

279.2
283.1
279.7
280.8

2804
2791
280.5
281.9

280.5
2791
279.4
280.1

279.8
279.8
279.3
2771

280.0

Date

Run No.
co2

02
%Moisture
L.oad

Sqrt. AP

0.956
0.957
0.931
0.897

0.976
0.955
0.830
0.914

0.965
0.939
0.950
0.818

0.930
0.934
0.930
0.906

0.931

9/24/2015

9
13.9
5.5
10.6
Low

Yaw Angle

-0.9
-8.9
-12.2
-8.2

1.6
-2.3
2.7
15

-8.8
6.7
6.9
6.6

11
7.5
11
12

-3.1

KSCFH
ADJKSCFH
SCFH

Point Vel

61.58
61.07
58.64
57.26

62.83
61.40
59.83
58.90

61.42
60.00
60.69
52.32

59.856
§9.61
59.83
58.20

59.59

48404
48411.0
48411000

Md 30.44
<INPUTS

Pitot Coef. A
0.809

Pitot Coef. B
0.808

Pitot Coef. C
0.808

Pitot Coef. D
0.808

Pitot No.
IN4A

Pitot No.
IN4B

Pitot No.
IN4C

Pitot No.
iN4D



Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

B1
B2
B3
B4

C1
c2
C3
c4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15-409
29,32
-0.89
29.14
3301

Time

9/24/15 1:28
9/24/15 1:29
9/24/16 1:30
92415 1:32

9/24/1651:28
9/24/151:29
9/24/15 1:30
9/24/15 1:32

0/24/151:28
9/24/15 1:29
9/24/15 1:30
9/24/15 1:32

9724115 1:28
9/241151:29
9/24/151.30
9/24/161:32

Stack T

280.8
280.1
279.4
278.7

281.3
281.8
278.4
279.0

2820
280.1
2811
280.6

279.7
278.7
279.7
278.2

280.0

Date

Run No.
cO2

02
%Moisture
Load

Sqrt.AP

0.967
0.981
0.953
0.916

0.986
0.983
0.957
0.928

0.896
0.915

0.886
0.769

0.958
0.625
0.898
0.874

0.923

9/24/2015

14.0

10.6
Low

Yaw Angle

-0.8

KSCF

ADJKSCFH

SCFH

10

5.4

-0.2
4.6
4.1
24

1.6
-0.6
0.4
0.0

-7.8
-7.7
6.8
-5.9

H

Point Vel

62.34
61.73
61.23
£8.86

63.49
63.34
61.52
59.68

57.21
58.36
56.66
49.25

61.47
59.45
57.3¢9
56.71

59.23

49106
48119.0
48119000

Md  30.46

<INPUTS

Pitot Coef. A
0.809

Pitot Coef. B
0.808

Pitot Coef. C
0.808

Pitot Coef. D
0.808

Pitot No.
IN4A

Pitot No.
IN4B

Pitot No.
IN4C

Pitot No.
IN4D



Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
AZ
A3
A4

B1
B2
B3
B4

C1
c2
C3
C4

D1
P2
b3
D4

Average

Miethod 2G Worksheet

Ameren
15-409
29.32
-0.89
29.14
3301

Time

924116 1:33
924116 1:34
9/24/15 1:35
924115 1:37

9/24/15 1:33
924115 1:34
9/24/15 1:35
9/24/15 1:37

9/24/15 1:33
9/24/15 1:34
9/24/15 1:35
9/2415 1:37

92415 1:33
92415 1:34
9/24{15 1:35
92415 1:37

Stack T

275.9
280.0
276.7
2792

280.1
2783
2813
277.2

2816
279.5
277.2
279.6

2779
278.8
2771
279.3

278.7

Date

Run No.
co2

02
%Moisture
Load

Sqrt. AP

0.993
1.009
0.881
0.902

0.944
0.955
0.949
0.804

0.903
0817
0817
0.830

0.247
0.937
0.887
0.864

0.927

9/24/2015

1
14.0
5.4
10.6
Low

Yaw Angle

10.0
11.6
9.1
9.5

15
-1.5
-0.3
-0.8

-7.6
-6.4
-6.7
57

2.5

KSCFH
ADJKSCFH
SCFH

Point Vel

62.84
63.69
62.28
57.24

60.74
61.37
61.13
58.06

57.67
58.63
58.50
53.14

60.33
59.89
56.69
556.19

59.21

49173
48184.6
48185000

Md  30.46
<INPUTS

Pitot Coef. A
0.809

Pitot Coef. B
0.808

Pitot Coef. C
0.808

Pitot Coef. D
0.808

Pitot No.
IN4A

Pitot No.
IN4B

Pitot No.
INAC

Pitot No.
IN4D



Client
Project No.
Baro Press
Static Press
Molecular Wt.
Area of Flue

Point No.

Al
A2
A3
Ad

BA1
B2
B3
B4

C1
c2
Cc3
C4

D1
D2
D3
D4

Average

Method 2G Worksheet

Ameren
15409
29.32
-0.89
2914
330.1

Time

9/24{151:38
9/24/15 1:39
9/24/15 1:40
9/24{15 1:42

9/24115 1:38
§/24/15 1:39
9/24/15 1:40
912416 1:42

9/24/151:38
9/24/15 1:39
9/2415 1:40
9/24/15 1:42

9/24/151:38
9/24/15 1:39
8/241/15 1:40
9/24/15 1:42

Stack T

278.9
277.7
277.2
277.3

278.9
2775
2747
279.1

277.9
281.6
279.6
276.0

279.1
276.2
278.1
2787

278.1

Date

Run No.
cO2

02
%Moisture
Load

Sqrt.AP

1.024
0.989
0.959
0.921

0.966
0.947
0936
0.883

0.917
0.905
0.908
0.835

0.934
0.912
0.875
0.873

0.924

9/24/2015

12
14.0
54
10.6
l.ow

Yaw Angle

13.4
57
5.7
4.9

-1.4
-1.2
-0.5
-71

-7.6
-6.1
-5.5
-5.2

75
5.1
6.3
52

1.2

KSCFH
ADJKSCFH
SCFH

Point Vel

64.14
63.31
61.37
59.02

62.10
60.83
60.02
56.36

58.41
57.98
58.22
53.37

59.56
58.31
55.90
55.94

59.05

49082
48095.5
48095000

Md  30.46

<INPUTS

Pitot Coef. A Pitot No.
0.809 INAA

Pitot Coef. B Pitot No.
0.808 IN4B

Pitot Coef. C Pitot No.
0.808 IN4AC

Pitot Coef. D Pitot No.
0.808 IN4D



SAMPLING AND ANALYTICAL PROCEDURES



Test Methods used at Ameren, Labadie Station — Unit 2

Methods 1, 2G, 2H and 4

GClI performed 11 Method 2G test runs and 1 Method 2H test run on the High
(Normal), and Low loads to determine the KSCFH of flue gas exiting the stack for
a Relative Accuracy Test Audit of the in stack flow monitor. A 16 point traverse
was tested for each Method 2G test run. The Method 2H Wall Adjustment
Factors of 0.9784 on the High (Normal), and 0.9789 on the Low loads were used
to correct each test for wall effects.

One Method 4 moisture test was performed for each hour of Method 2G, 2H
testing.

GCl used a Precision Flow® train consisting of four probes mounted to the test
ports, digital inclinometers, electronic pressure transducers and thermocouples.
All data is collected on a PC and 100 readings are taken at each point and
averaged for the recorded value. The data logged averages are shown in
Section 6 of the test report.

Method 3A

CO:2 concentrations were determined with 10 Method 3A test runs on the Normal
load. The sampling was performed at 3-points. GCI used a monitor range of 0-
22.15% for CO2.

Method 6C

S0O2 emissions were determined with 10 Method 6C test runs on the Normal load.
The sampling was performed at 3-points. GCI used a monitor span of 418.4 ppm
for SOa2.

Method 7E

NOx emissions were determined with 10 Method 7E test runs on the Normal load.

The sampling was performed at 3-points. GCI used a monitor span of 201.3 ppm
for NOx.



*4

*3

2

*1

*1

*2

*3
*4

DRAWING NOT TO SCALE

POINTS DISTANCE FROM INSIDE WALL

1 78462 "
2) 47.727 "
3) 25.831"
4) 7.872"
STACKAREA= 33010 sqgft
STACK DIAMETER =  20.50'
Ameren
Labadie Station
Unit 2

I
Lirace Conaulting, Ine.

Emissione Testing Sorvices




APPENDIX



Sample Calculations



Ameren
Labadie
Unit 2
09-23-15
Run 1

NO, CALCULATION
(CO; Based)

Ib/dsct = 1.194 x 107 x PPM
6.07E-08 =1.194 x 107 x 50.80
Ib/mmBtu = |b/dscf x f-factor x 100
%CO2
100

0.087 =6.07E-06 x 1840 x ——
12.9



CO:2 and O; CALCULATION
(Calculated from CEMS CO3)

COz dry = Plant CO2/ {(100-% Moisture)/100)

Oz2dry = (21) x (1 - (CO./18.8))



Calculate the arithmetic mean of the differences, d, of a data set as follows:
_ ] n
d=— z di
n

Where:
n = Number of data points

> o = Algebraic sum of the individual differences di

i=l

di = The difference between a reference method value and the
corresponding continuous emissions monitoring system value
(RMi-CEM:) at a given point in time i.

When calculating the arithmetic mean of the difference of a flow monitor data set,
be sure to correct the monitor measurements for moisture if applicable.



Calculate the standard deviation, Sq, of a data set as follows:

Sd = = =



Calculate the confidence coefficient (one-tailed), CC, of a data set as follows:

CC=10.025 2

Jn

Where:
to.025 = t value (see Table 7-1).

TABLE 7-1 T-VALUES

n-1 t0.025 n-1 to.025 n-1 to.025

1 12.076 12 2.179 23 2.069
2 4.303 13 2.160 24 2.064
3 3.182 14 2.145 25 2.060
4 2.775 15 2.131 26 2.056
5 2.571 16 2.120 27 2.052
6 2.447 17 2.110 28 2.048
7 2.365 18 2.101 29 2.045
8 2.306 19 2.093 30 2.042
9 2.262 20 2.086 40 2.021
10 2.228 21 2.080 60 2.000
11 2.201 22 2.074 >60 1.960




The following equation is used to calculate the relative accuracy of a data set:

|(_)'| +|eg] -
“TrM T
Where:
RM = Arithmetic mean of the reference method values.
‘E\ = The absolute value of the mean difference between the

reference method values and the corresponding continuous
emissions monitoring system values.

|eq| The absolute value of the confidence coefficient.

BIAS ADJUSTMENT CALCULATION

BAF =1+ ﬂ
CEM



SAMPLING SYSTEM BIAS CORRECTION

EMISSION CALCULATION
(CFR 40, Part 60, Appendix A)

Cc
Eg. 6C-1 Cgas =((_3 - Co) o TaCo
Where:
Cgas = Effluent gas concentration, dry basis, ppm.
c = Average gas concentration indicated by gas analyzer, dry basis, ppm.
Co = Average of initial and final system calibration bias check responses for
the zero gas, ppm.
Cm = Average of initial and final system calibration bias check responses for
the upscale calibration gas, ppm.
Cma = Actual concentration of the upscale calibration gas, ppm.



Qsd

VAP
scf
sCcm
Tm

Ts
Tsid
Vi

Vie
Vm
Vm(stcl)

Vo
Vistd)

{1 1T | 1 O (1 1 [ 1 [ (¢ {1 T ¢ I | | O (Y 1 O}

i nnummwmwnon

(LU | T [ | I |

VELOCITY NOMENCLATURE

cross-sectional area of stack, (ft2)

actual cubic feet

actual cubic feet per minute

water vapor in the gas stream, proportion by volume

pitot tube coefficient, dimensionless

dry standard cubic feet

dry standard cubic meters

feet per second

gram-mole

crifice pressure drop in inches water, average

hour

percent of isokinetic sampling

inches mercury

pounds

pound-mole

percent moisture by volume

million Btu

molecular weight of stack gas, wet basis, (Ib/lb-mole)

total number of traverse points

barometric pressure at the sampling site, {in Hg)

static pressure in flue in inches water, average

absolute stack gas pressure, (in. Hg)

standard absolute pressure, (29.92 in. Hg) (14.7 psia)

total pressure in inches of water

average velocity pressure in inches of water

dry volumetric stack gas flow rate corrected to standard conditions,
{dscifhr)

universal gas constant, (1545 ft Io/moie, °R)

square root of velocity head in inches water, average
standard cubic feet

standard cubic meters

absolute average DGM temperature, (°R)

absolute average stack gas temperature, (°R)

standard absolute temperature, (528 °R)

volume of condensate through the impingers, ml

total volume of liguid coliected in impingers and silica gel, ml
volume of gas sample as measured by dry gas meter, {dcf)
volume of gas sample measured by the dry gas meter, corrected to
standard conditions, (dscf)

volume of flue gas at actual conditions in cubic feet per minute
volume of water vapor in the gas sample, corrected to standard
conditions, (scf)

volume of water condensed in impingers corrected to standard
conditions

volume of water collected in silica gel corrected to standard conditions
average stack gas velocity, (ft/sec)

weight gain of impinger silica gel in grams

dry gas meter calibration factor

total sampling time, min

mass of flue gas (Ib/hr)



Test Data Sheets
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Client
Location
Unit

Time
14:15:00
14:16:00
14:17:00
14:18:00
14:19:00
14:20:00
14:21:00
14:22:00
14:23:00
14:24:00
14:25:00
14:26:00
14:27:00
14:28:00
14:29:00
14:30:00
14:31:00
14:32.00
14:33:00
14:34:00
14:35:00

Average

Ameren
Labadie

2

co2
13.05
13.05
13.07
13.10
13.11
12.92
12.89
12.91
12.85
12.83
12.82
12.82
12.82
12.82
12.82
12.82
12.82
12.90
12.91
12.91
12.91

12.91

Project #

Date

Operator

Run 1

NOx
50.40
49.67
51.54
51.44
50.30
52.28
50.56
50.75
51.15
50.14
49.80
49.95
50.81
53.53
56.60
55.25
53.85
56.37
53.14
51.561
52.49

51.98

15-409
9/23/2015
N.V.

$02
187.67
188.07
187.15
188.11
188.66
188.08
187.84
186.51
188.97
188.75
186.27
187.09
185.73
185.81
184.77
185.28
185.55
184.29
182.88
185.81
186.20

186.59
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Client
Location
Unit

Time
14:50:00
14:51.00
14:52:00
14:53:00
14:54:00
14:55:00
14:56:00
14:57:00
14:58:00
14:59:00
15:00:00
15:01:00
15:02:00
15:03:00
15:04:00
15:05:00
15:06:00
15:07:00
15:08:00
15:09:00
15:10:00

Average

Ameren
Labadie

2

co2
13.10
13.10
13.10
13.10
13.10
13.10
13.00
13.00
12.90
12.90
12.90
12.90
12.90
12.90
12.90
12.90
12.90
12.90
12.90
12.80
12.80

12.96

Project #

Date

Operator

Run 2

NOx
49.81
53.70
51.59
5282
54.07
49.50
51.56
51.07
53.36
57.94
55.17
56.88
53.58
52.72
49.52
50.39
49.38
50.21
51.34
5222
52.61

§2.35

15-409
9/23/2015
N.V.

$02
178.80
178.31
178.37
177.93
180.01
179.08
177.93
167.08
173.01
18422
191.77
195.07
197.86
198.27
196.23
194.74
192.88
189.91
188.67
186.58
185.27

185.33
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Client
Location
Unit

Time
15:25:00
15:26:00
15:27:00
15:28:00
15:29:00
15:30:00
15:31:00
15:32:00
15:33:00
15:34:00
15:35:00
15:36:00
15:37:00
15:38:00
15:39:00
15:40:00
15:41:00
15:42:00
15:43:00
15:44.00
15:45:00

Average

Ameren
Labadie

2

co2
12.82
12.79
12.89
12.93
12.84
12.86
12.91
12.84
12.85
13.00
12.99
12.99
12.99
12.99
13.00
12.99
12.99
12.99
13.00
12.99
12.96

12.93

Project #

Date

Operator

Run 3

NOx
58.66
56.57
54.93
53.59
52.36
51.47
50.36
49.22
48.89
50.89
50.15
49.56
48.89
48.25
49.37
50.48
51.29
49.65
48.59
49.92
53.91

51.29

15-408
9/23/2015
N.V.

502
191.39
180.80
180.43
187.53
189.18
186.81
187.69
183.96
182.83
183.10
183.02
181.95
182.11
183.04
180.50
180.79
179.77
179.56
179.70
178.05
178.34

183.84



—
QWO -~ OO, N -

[ 1 T % [ S N G W W G N W
DO ~NOO,P,WHKN=

Client
Location
Unit

Time
16:00:00
16:01:00
16:02:00
16:03:00
16:04:00
16:05:00
16:06:00
16:07.00
16:08:00
16:09:00
16:10:00
16:11:00
16:12:00
16:13:00
16:14:00
16:15:00
16:16:00
16:17:00
16:18:00
16:19:00
16:20:00

Average

Ameren
Labadie

2

Project #
Date
Operator

Run 4

co2
12.96
12.96
12.96
12.95
12.85
12.95
12.96
12.94
12.94
12.94
12.95
12.94
12.94
12.04
12.94
12.92
12.92
12.93
12.92
12.83
12.93

12.94

NOx
53.07
52.17
51.83
50.77
5269
53.51
55.16
54.30
53.42
52.67
52.00
49 .88
50.12
51.42
50.29
53.98
53.80
51.86
50.74
50.1¢
49.19

52,05

15-409
92312015
N.V.

802
186.71
186.85
186.58
184.1
185.75
185.16
183.78
184.49
183.84
183.68
183.34
182.60
182.49
182.43
182.23
182.16
181.87
181.35
179.93
180.04
179.83

183.34
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Client
Location
Unit

Time
16:35:00
16:36:00
16:37.00
16:38:00
16:39:00
16:40:00
16:41:00
16:42:00
16:43:00
16:44:00
16:45:00
16:46:00
16:47:00
16:48:00
16:49:00
16:50:00
16:51:00
16:52:00
16:53:00
16:54:00
16:55:00

Average

Ameren
Labadie

2

co2
12.93
12.94
12.93
12.92
12.93
12.93
12.92
12.92
12.93
12.92
12.92
12.92
12.93
12.92
12.93
12.95
12,92
12.92
12.92
12.92
12.92

12.93

Project #

Date

Operator

Run 5

NOx
53.52
52.93
52.36
51.81
51.04
50.26
49.71
4922
53.70
53.22
54.65
54.20
53.74
53.36
53.07
52.58
52.19
51.89
51.48
51.19
50.95

52.24

15-409
9/23/2015
N.V.

$02
182.17
181.87
181.28
182.66
182.54
181.39
182.38
181.07
182.90
181.17
180.50
181.99
182.26
181.42
181.48
180.42
180.47
181.21
181.42
180.50
180.70

181.51
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Client
Location
Unit

Time
17:10:00
17:11:00
17:12:00
17:13:00
17:14:00
17:15:00
17:16:00
17:17:00
17:18:00
17:19:00
17:20:00
17:21:.00
17.22:00
17:23:00
17.24:00
17:25:00
17:26:00
17:27:00
17:28:00
17:29:00
17:30:00

Average

Ameren
Labadie

2

Cco2

12.84
12.84
12.84
12.83
12.83
12.81
12.83
12.84
12.84
12.84
12.83
12.82
12.80
12.80
12.80
12.80
12.80
12.78
12.80
12.79
12.78

12.82

Project #

Date

Operator

Runé

NOx
54 .41
54.24
53.97
53.48
53.46
53.38
53.23
53.00
52.63
52.33
52.29
52.16
52.04
51.57
51.09
51.02
50.90
51.83
52.79
53.91
52.47

52.68

15-409
9/23/12015
N.V.

S02

181.87
183.01
182.37
182.94
181.94
183.26
183.51
182.36
182.69
182.97
184.04
181.93
183.50
182.50
183.43
182.80
182.88
183.49
183.21
183.18
184.29

182.96
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Client
Location
Unit

Time
17:45:00
17:46:00
17:47:00
17:48:00
17:49:00
17:50:00
17:51:00
17:52:00
17:53:00
17:54:00
17:55:00
17:56:00
17:57:00
17:58:00
17:59:00
18:00:00
18:01:00
18:02:00
18:03:00
18:04:00
18:05:00

Average

Ameren
l.abadie

2

Cco2
12.78
12.79
12.80
12.78
12.80
12.81
12.80
12.81
12.79
12.79
12.81
12.78
12.78
12.81
12.81
12.82
12.81
12.81
12.81
12.81
12.80

12.80

Project #

Date

Operator

Run7

NOx
52.83
52.73
52.70
52.76
52.75
52.43
5227
52.08
52.11
52.19
52.18
51.85
51.72
51.60
51.77
51.70
51.70
51.51
51.25
51.20
51.27

52.03

15-409
9/23/2015
N.V.

$02
186.02
185.86
185.62
184.40
185.12
186.40
184.67
185.24
184.54
185.47
185.09
185.11
185.21
185.11
184.49
184.36
183.68
184.41
183.72
185.07
184.00

184.93
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Client
Location
Unit

Time
18:20:00
18:21:00
18:22:00
18:23:00
18:24.00
18:25:00
18:26:00
18:27.00
18:28:00
18:29:00
18:30.00
18:31:00
18:32:00
18:33:00
18:34:00
18:35:00
18:36.00
18:37:00
18:38:00
18:39:00
18:40:00

Average

Ameren
Labadie

2

co2
12.88
12.88
12.83
12.93
12.91
12.88
12.88
12.87
12.91
12.91
12.90
12.90
12.91
12.90
12.80
12.88
12.87
12.87
12.87
12.97
13.00

12.90

Project #

Date

Operator

Run 8

NOx
52.32
52.25
52.17
52.07
51.99
51.78
51.79
51.75
51.73
51.65
51.58
51.66
51.62
51.49
51.34
51.28
51.26
51.33
51.34
51.20
50.96

51.64

15-409
9/23/2015
N.V.

s02
184.54
183.13
183.43
183.74
182.85
183.75
182.29
183.24
183.01
182.01
183.63
182.48
184.44
182.06
182.77
180.94
181.69
183.78
181.91
182.16
183.10

182.90
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Client
Location
Unit

Time
18:55:00
18:56:00
18:57:00
18:58:00
18:59:00
19:00:00
19:01:00
19:02:00
19:03:00
19:04:00
19:05:00
19:06:00
19:07.00
19:08:00
19:09:00
19:10:00
19:11:00
19:12:00
19:13:00
19:14:00
19:15:00

Average

Ameren
l.abadie

2

co2
12.79
12.78
12.80
12.79
12.79
12.84
12.82
12.79
12.79
12.79
12.79
12.79
12.79
12.79
12.79
12.79
12.79
12.78
12.78
12.76
12.79

12.79

Project #

Date

Operator

Run 9

NOx
51.82
51.80
51.67
51.52
51.60
51.47
51.51
51.41
51.42
51.29
51.35
51.21
51.13
51.12
51.01
51.05
51.08
50.83
50.79
50.77
50.80

51.27

15-409
©/23/2015
N.V.

$02
184.91
184.80
184.50
184.29
186.49
184.88
183.60
184.02
184.40
185.74
184.65
183.92
183.75
182.86
182.38
183.29
183.80
183.45
183.74
183.42
184.32

184.15
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Client
Location
Unit

Time
19:30:00
19:31:00
19:32:00
19:33:.00
19:34:00
19:35:00
19:36:00
19:37:00
19:38:00
19:39:00
19:40:00
19:41:00
19:42:00
19:43:00
19:44:00
19:45:00
19:46:00
19:47:00
19:48:00
19:49:00
19:50:00

Average

Ameren  Project #

Labadie Date

2 Operator

Run 10

coz2 NOx
12.83 53.58
12.83 53.87
12.83 53.98
12.83 53.98
12.83 53.80
12.83 53.82
12.83 53.72
12.81 53.73
12.80 53.78
12.80 53.73
12.80 53.61
12.83 53.38
12.81 53.40
12.82 53.43
12.88 53.52
12.79 53.40
12.78 53.26
12.80 53.11
12.80 53.11
12.79 53.18
12.79 53.33
12.82 53.56

15-409
9/23/2015
N.V.

S02
185.67
184.56
186.10
185.52
186.08
186.22
184.93
185.31
185.17
185.71
185.15
184.96
185.72
184.32
185.62
186.99
185.24
185.95
185.27
185.75
187.31

185.60



Time
13:30
13:31
13:32
13:33
13:34
13:35
13:36
Average
13:37
13:38
13:39
13:40
13:41
13:42
13:43
13:44
13:45
Average
13:46
13:47
13:48
13:49
13:50
13:51
13:52
13:53
13:54
Average
Average

Client
Location
Unit

Co2
12.78
12.78
12.78
12.78
12.79
12.78
12.81
12.79
1295
1292
12.81
12.78
12.78
12.78
12.78
12.94
12.89
12.82
12 89
12,86
12.83
12.8
12.82
12.82
12.81
12.79
12.79
12.81
12.81

Ameren
Labadie

2

Project #
Date
QOperator

15-409
9/23/2015
N.V.

Stratification Test

% Dev.

-0.16%

0.13%

0.02%

NOx
53.48
53.49
53.54
53.18
53.12
53.16
53.25
53.32
5328
5124
53.01
52.98
52.98
53.1
53.11
51.22
51.07
52.49
511
5102
50.8
50.69
50.39
50.24
50.03
49.96
49.84
50.28
52.03

% Dev.

2.47%

0.89%

-3.37%

502
182.96
182.78

184.4
182.79
182.12
183.14
181.68
182.84
183 1
184 31
184.73
183.03
182.62
182.34

183.2
189.37
191.11
185.20
18072
190 38
189.62
190.54
189.74
191.48
190.16
189.64
189.36
190.08
186.04

*Shaded values not included in averages.

% Dev.,

-1.72%

-0.45%

217%



RM 4 Moisture Field Data Sheet

Client: Ameren Date: 09/23/156

Plant Name: Labadie Operator: BN

Project Number: 15-400 Load: High

Sampling Location: Unit 2 Meter Number: IN2

Barometric Pressure:  29.32 Meter Correction: 0.975 | Mster Orifice:  3.25018 | Delta Hg: [ 2.062
Runh Number: 1-4 Sample Point| Delta H Probe Temp Imp. Termp Meter Out Vac Press. | Initial Dry Gas Volume: 507.157
Start Time: 16:11 5 2.062 250 80 107 4 510.120

Stop Time: 19:41 10 2.062 250 60 107 4 514,793

Initial Weight: 3498 15 2.062 250 60 107 4 518.230

Final Weight: 3547 20 2.062 250 62 107 4 521.946

Initial Leak Check: 000@15 25 2.062 250 62 107 4 525.580 Static Pressure
Final Leak Check: 000@5 30 2.062 250 62 107 4 529324 -1.13
Average: 107 22.167
Run Number: 5-12 Sample Point | Delta H Froba Temp Ima. Temp Meter Out Vac Press. | Initial Dry Gas Volume: 530.835
Start Time: 19:50 5 2.062 250 63 115 4 534.320

Stop Time: 20:20 10 2.052 250 63 115 4 538.020

Initial Weight: 3547 15 2.062 250 63 115 4 541.680

Final Weight: 3593 20 2.062 250 59 115 4 545420

Initial Laak Check: 000@15 25 2.082 250 60 115 4 549.120 Static Pressure
Final Leak Check: 000@5 30 2.082 250 60 115 4 552.820 -1.13
Average: 115 22.185




Ameren, Labadie, Unit 2, High Load 9/23/2015

2H Atemp Asqridp Aangle Btemp Bsqridp Bangle Ctemp Csqrtdp Cangle Dfemp Dsqrtdp Dangle
9/231519:12 319.9 1.458 -15 3193 1.457 5.1 326.0 1.463 04 319.8 1.470 -4.6
9/23M1519:13 3219 1.426 -14.2 3221 1.454 56 321.2 1.422 0.2 3196 1.514 -3.0
9/23/1519:14 3198 1419 -4.8 321.0 1.452 7.5 323.0 1.372 0.3 321.5 1.488 23
9/23/15 1915 318.7 1.380 3.2 321.7 1.387 6.0 3237 1.358 -0.7 320.8 1.385 -2.1
9/23/1519:16 3211 1.331 4.0 3207 1.379 5.5 322.2 1.329 1.1 321.5 1.387 -1.8
9/23/1519:18 3213 1.340 37 318.5 1.391 5.3 323.4 1.340 0.3 319.7 1.390 -1.9
9/2315 1919 323.2 1.360 3.8 3222 1.400 5.1 3231 1.258 0.0 320.0 1.386 -1.7
9/23M1519:19 3228 1.343 3.6 320.4 1.391 53 323.8 1.308 -1.7 319.1 1.422 -1.9
9/23/1519:21 3219 1.339 35 3224 1.372 54 3259 1.290 2.1 318.6 1.407 2.2
9/2311519:21 323.6 1.297 3.1 322.3 1.336 56 3255 1.286 -12.8 319.1 1.372 -2.4
9/23M1519:22  322.7 1.288 35 323.7 1.327 52 3235 1.252 -12.0 317.9 1.353 2.2
9/231519:23 3217 1.255 34 322.8 1.283 52 3230 1.238 -12.5 319.8 1.321 2.3
9/23M1519:24  321.7 1.139 36 322.0 1.164 5.1 3221 1.115 -13.4 3229 1.191 25
9/23/1519:24 323.3 1.045 33 321.2 1.092 53 322.2 1.052 -13.5 320.7 1.096 2.5
9/23/1519:25 3205 0.983 3.6 3215 1.045 53 326.0 1.020 -16.4 318.1 1.118 2.1

9/23/1519:26  322.7 0.955 36 318.9 1.012 52 3234 0.940 -13.0 321.7 0.997 -1.9



Ameren, Labadie, Unit 2, High Load 912372015
Atemp Asqrtdp Aangle Btemp Bsqridp Bangle Ctemp Csqgrtdp Cangle Dtemp Dsqrtdp Dangle
9/23/15 19:31 3194 1.460 25 321.9 1.422 4.2 326.0 1.387 -14.1 322.0 1.433 -4.7

9/23/15 19:32 321.0 1.476 38 321.8 1.432 3.7 324.3 1.451 -14.3 322.6 1.462 -2.8
9/23/15 19:33 320.4 1.443 11.56 322.8 1.420 6.1 3239 1.460 -13.9 3221 1.460 -2.1
9/23/15 19:35 322.8 1.312 -4.8 322.5 1.342 -6.1 3247 1.360 -12.3 3211 1.404 -1.6
9/23/15 19:36 320.5 1.414 -10.0 319.5 1.432 4.9 325.2 1.416 -13.5 323.2 1.448 9.4
9/23/15 19:37 321.8 1.481 7.0 3198.0 1.446 5.1 322.6 1.448 -12.9 320.7 1.457 -7.3
9/23/15 19:38 3222 1.454 14.8 322.8 1.452 54 324.5 1.463 -12.5 318.5 1.433 5.2
9/23/15 19:40 320.7 1.313 -6.0 323.2 1.396 3.2 318.6 1.344 -12.5 322.5 1.411 4.5
9/23/15 19:41 323.0 1.511 38 318.3 1.453 24 322.4 1.432 -12.9 321.5 1.508 5.4
9/23/15 19:42 320.2 1.499 36 320.7 1.426 1.7 324.0 1.441 -13.0 3194 1.504 4.5
8/23/15 19:43 321.5 1.451 14.0 323.2 1.414 1.1 325.6 1.455 -12.5 321.6 1.453 -4.1
9/23/15 19:45 321.7 1.372 4.3 324.0 1.375 2.1 323.8 1.337 -11.1 321.9 1.387 -3.2
9/23/15 19:46 321.8 1.487 5.7 3221 1.414 0.7 324.0 1.400 -10.8 319.2 1.468 5.6
9/23/15 19:47 319.7 1.479 43 319.0 1.406 11 3233 1.458 -11.7 3205 1.480 -1.0
8/23/15 19:48 318.2 1.488 4.8 322.8 1.433 1.5 3234 1.346 -11.7 321.4 1.296 -1.3

9/23/15 19:50 321.3 1.465 27 317.9 1.423 3.3 3216 1.334 -12.6 319.4 1.280 -3.0

9/23/15 19:51 323.8 1.486 6.9 322.3 1.431 23 323.0 1.419 -12.4 3201 1.507 1.6
9/23/15 19:62  323.9 1.475 -3.8 318.5 1.438 24 326.0 1.463 -11.7 319.3 1.536 9.5
9/23/1519:53  321.1 1.486 -3.6 318.7 1.441 0.0 322.2 1.442 -11.6 322.4 1.504 8.2
9/23/1519:66 3227 1.409 -10.6 320.0 1.429 4.0 323.2 1.446 -13.2 322.8 1.474 12.7

9/23/115 19:56  316.1 1.394 34 3211 1.403 24 322.5 1.342 -13.2 3221 1.401 6.3
9/2311519:57  320.2 1.456 5.7 318.7 1.436 -3.8 323.5 1.466 -12.6 320.6 1.519 10.7

9/23/1519:58  321.9 1.487 1.8 319.7 1.414 -1.5 323.7 1.445 -13.2 322.3 1.499 8.3
9/23/1520:00  320.9 1.406 71 320.0 1.397 16 322.7 1.331 -11.1 319.6 1.397 -3.9
9/23/15 20:01 317.2 1.483 7.9 316.3 1.415 -2.6 320.6 1.422 -11.5 3174 1.603 10.5
9/23/11620:02  321.1 1.487 0.5 322.0 1.427 0.7 321.6 1.466 -12.6 318.8 1.524 8.7
9/23115620:04  321.3 1.458 10.7 319.4 1.410 -0.4 322.8 1.441 -12.0 320.7 1.460 10.9
9/23/1520:06  316.8 1.377 4.0 318.7 1.354 1.1 3206 1.331 -10.9 320.5 1.414 13.3

9/23/1520:06  319.8 1.479 6.0 317.0 1.453 4.7 321.9 1.414 -11.8 318.8 1.511 9.7
9/23/1520:07  318.1 1.498 2.3 318.4 1.463 4.6 319.5 1.447 -11.6 321.2 1.517 11.4
"9/23/1520:08 . 318.2 1.451 -2.0 319.2 1.433 23 319.0 1.438 -13.3 319.1 1473 3.6
923156 20:10.  .318.2 1.369 6.5 319.7 1.360 1.3 323.0 1.320 -12.3 318.3 1.431 10.7



10

11

12

Ameren, Labhadie, Unit 2, High Load
Atemp Asqgrtdp Aangle

9/23/15 20:11
9/23M5 20:12
9/23/15 20:13
9/23/15 20:15

9/23/15 20:16
9/23/15 20:18
9/23/15 20:19
9/23/15 20:20

9/23/15 20:21
8/23/15 20:22
9/23/15 20:23
9/23/15 20:25

320.2
318.8
318.5
318.2

318.4
320.0
317.3
318.0

317.9
319.6
319.7
31386

1.478
1.463
1.460
1.368

1.493
1.508
1.455
1.339

1.475
1.489
1.436
1.379

124
-1.2
1.8

-2.9

58
22
5.7
26

2.5
6.4
13.0
5.7

319.6
318.2
318.7
319.1

318.8
3205
319.5
317.5

318.7
3184
316.3
316.7

1.405
1.461
1.418
1.372

1.417
1.432
1.404
1.389

1.426
1.433
1.411
1.379

Btemp Bsqrtdp B angle

-7.2
8.4
3.4
3.0

26
2.4
23
2.8

42
2.7
26
23

3227
318.4
318.0
3189

322.6
319.0
318.0
319.4

320.3
3206
319.8
319.0

1.379
1.448
1.446
1.305

1.397
1.456
1.463
1.336

1.392
1.436
1.436
1.332

9/23/2015
Ctemp Csqritdp Cangle

-12.1
-12.4
-12.6
-11.4

-12.5
-14.2
-14.3
-12.0

-13.6
-12.2
-12.6
-12.3

321.0
320.7
317.7
3211

320.3
320.2
3188
318.0

319.6
3174
316.0
312.0

1.485
1.454
1.440
1.368

1.485
1.496
1.419
1.389

1.483
1.494
1.466
1.396

Dtemp Dsqrtdp D angle

9.2
94
0.4
-84

7.9
8.4
83
10.5

8.6
9.4
9.4
8.5



RM 4 Moisture Field Data Sheet

Client: Ameren Date: 09/24115

Plant Name: Labadie Qperator: Sta

Project Number: 15-409 Load: Low

Sampling Location: Unit 2 Meter Number: IN2

Baromedric Pressure:  29.32 |Me!er Correction: 0.975 I Meter Crifice:  3.25018 | Delta HG: | 2.062
Run Number: 1-8 Sampla Point| Delta H Probe Temp Imp. Temp Meter Out Vac Press. initial Dry Gas Valume: 565.239
Start Time: 0:30 5 2.082 250 107 4 568.750

Stop Tima: 1:00 10 2.062 250 167 4 571.300

Initial Waight: 3494 15 2.062 250 108 4 574.930

Final Waight: 3542 20 2.062 250 109 4 579.380 Static Pressure
Initial Leak Check: 000@15 25 2.062 250 109 4 583.920

Final Leak Chack: 000@5 30 2.062 250 110 4 588,130 -0.89
Averaga: 108 22.891
Run Number: 7-12 Sample Point| DeftaH Probe Temp Imp. Temp Meter Out Vac Press. | Initial Dry Gas Voluma: 588.140
Start Time: 1:15 5 2.062 250 110 4 582.220

Stop Time: 1:45 10 2.062 250 110 4 596,100

Initial Weight: 3542 15 2.062 250 111 4 599.220

Final Weight: 3592 20 2.062 250 111 4 602.900 Static Pressure
Initial Leak Chedl: 000@15 25 2.062 250 112 4 606.580

Final Leak Chack: 000@5 30 2.062 250 112 4 510.470 -0.89
Average: 111 22.330




Ameren, Labadie, Unit 2, Low Load 9/24/2015

2H Atemp Asqrtdp Aangle Btemp Bsqrtdp B angle Ctemp Csqrtdp Cangle Dtemp Dsqrt dp D angle
9/24/15 0:31 2846 0.962 52 288.5 0.991 58 288.3 0.942 -7.5 286.8 0.943 -3.4
9/24/1150:32 2904 0.946 47 287.2 0.994 29 288.4 0.920 -5.1 286.9 0.930 2.5
9/24/115 0:34 2886 0.933 44 289.0 0.985 38 291.1 0.900 4.3 290.7 0.933 -4.4
9/24/150:36  287.1 0.880 -4.0 286.3 0.966 1.9 288.4 0.868 -2.3 287.8 0.878 42
9/24/150:37  286.8 0.921 87 288.7 0.956 1.6 287.6 0.830 -2.5 289.5 0.899 -8.9
9/24/15 0:38  286.1 0.916 8.6 2854 0.986 1.7 2894 0.842 -0.6 288.2 0.896 -85
9/24/150:39  283.3 0.884 9.1 286.3 0.960 1.9 288.9 0.846 3.3 284.9 0.893 -8.2
9/24/15 0:40  283.8 0.881 8.8 286.6 0.955 1.7 288.4 0.820 2.5 287.5 0.879 -8.3
o245 0:41 2771 0.879 8.3 278.3 0.893 2.0 278.4 0.823 25 285.0 0.883 -8.5
9/24/15 0:42 273.3 0.836 8.9 278.7 0.873 1.8 275.5 0.807 24 276.6 0.859 -8.9
9/24/150:43  267.7 0.803 8.5 268.9 0.864 1.8 268.8 0.785 1.0 258.2 0.837 -8.2
0/24/150:43  257.5 0.709 8.8 254.7 0.816 1.8 266.5 0.742 2.0 255.4 0.779 -8.6
8/24/150:44 2483 0.713 8.3 248.4 0.776 1.8 2593 0.702 27 2445 0.490 -8.7
0/24/15 0:44 2406 0.708 8.9 2453 0.711 1.7 253.3 0.663 1.4 2345 0.708 -8.8
9/24/15 0:45 2376 0.687 9.2 231.9 0.679 1.7 250.4 0.676 2.4 228.0 0.696 -8.6

9/24/150:46  234.3 0.633 8.8 2248 0.653 1.8 240.9 0.586 1.2 219.6 0.662 -6.8



Ameren, Labadie, Unit 2, Low Load 9/24/12015
Atemp Asqrtdp Aangle Btemp Bsqrtdp Bangle Ctemp Csqridp Cangle Dtemp Dsqrtdp D angle

9/24/150:48 2854 0.971 -3.0 285.9 0.994 6.7 2842 0.929 117 2849 0.959 7.2
9/24/15 0:49 2847 0.952 -5.1 284.3 0.995 4.1 283.8 0.912 -11.4 2840 0.908 98
9/24/15 0:50  284.1 0.844 4.5 290.1 0.968 3.4 286.7 0.904 -11.8 280.6 0.922 -7.8
9/24/150:52  282.9 0.917 -4.5 287.2 0.946 2.9 2825 0.828 -12.4 280.2 0.904 -8.0
9/24/15 0:53 2831 0.955 -1.1 283.3 0.986 54 286.7 0.927 -11.7 286.2 0.911 -8.5
9/24115 0:53  283.7 0.936 -5.4 2834 0.882 3.4 287.3 0.918 -11.6 285.4 0.894 -10.8
9/24/15 0:54 284.8 0.922 -12.1 2876 0.967 3.5 2821 0.905 1.1 282.1 0.895 -8.8
8/24115 0:57 2847 0.933 -0.2 283.8 0.927 40 2845 0.841 -11.2 280.4 0.864 -1.5
9/24/150:58 2791 0.943 -3.2 286.6 0.984 4.5 282.3 0.902 -11.7 282.2 0.937 2.0
9/24/151:00  284.7 0.958 -5.3 282.7 0.086 26 2885 0.912 -12.4 281.6 0.932 -3.8
9/24/151:01 2829 0.970 -2.4 283.0 0.955 28 286.2 0.910 -10.7 282.5 0.928 -3.2
9/24/151:02  282.0 0.900 -8.5 282.9 0.947 3.6 283.5 0.803 -11.1 279.4 0.878 -13.7
9/24/15 1:.03  284.0 0.952 -2.1 2811 0.993 6.2 282.1 0.938 -12.1 284.8 0.957 52
9/24/15 1:04 2796 0.926 -54 286.3 0.990 33 2812 0.926 -11.2 284.0 0.951 7.0
9/24/151:05 2826 0.640 -4.9 2835 0.961 22 2849 0.885 -11.0 2812 0.904 2.2
9/24/15 1:07 2844 0.801 5.6 2771 0.919 -1.0 287.4 0.822 -9.9 2834 0.875 3.8
9/24/151:08  284.0 0.968 3.8 283.6 0.966 0.1 2847 0.914 -11.3 281.2 0.953 10.5
9/24/115 1:09 283.2 0.978 47 281.4 0.954 -2.6 283.7 0.895 -11.5 281.7 0.928 54
9/24M151:11 2819 0.918 2.9 281.2 0.924 -2.1 283.8 0.802 -10.2 283.7 0.907 4.5
9/24/15 112 280.0 0.891 =37 281.0 0.916 -1.6 282.4 0.750 -9.0 279.5 0.714 3.9
9/24/15 1:13 2801 0.961 -4.9 2825 0.972 -0.2 2851 0.944 -11.5 281.56 0.962 93
9/24/151:14 2785 0.926 -8.6 281.7 0.938 -3.2 284.9 0.939 -10.6 280.9 0.932 38
9/24/161:15  280.0 0.918 -8.0 285.2 0.931 -2.1 280.9 0.930 -8.7 279.4 0.897 44
9/24/151:17  279.6 0.905 -7.8 283.9 0.909 -1.7 276.0 0.844 -7.1 2834 0.863 56
9/24/151:18  280.6 0.966 -0.3 278.3 0.969 2.8 281.9 0.937 -8.6 280.1 0.938 28
9/24/151:19  279.5 0.964 4.6 278.9 0.959 0.4 2811 0.934 -8.7 2816 0.924 -0.7
9/24/15 1,20  283.3 0.957 ~3.9 279.5 0.944 -1.4 282.5 0.948 -7.8 279.0 0.897 2.1
9/24/151:22  278.5 0.942 4.3 2829 0.927 0.8 277.5 0.856 -71.6 279.6 0.909 3.0
9/24/151:23  279.2 0.956 -0.9 280.4 0.976 1.6 280.5 0.965 -8.8 2798 0.930 1.1
9/24/151:24 2831 0.957 -8.9 2791 0.955 2.3 279.1 0.939 6.7 279.8 0.934 5
9/24/15 1:25  279.7 0.931 -12.2 280.5 0.930 2.7 2794 0.850 6.9 2793 0.930 1.1
9/24/15 1:27  280.8 0.897 -8.2 281.9 0.914 1.5 280.1 0.818 £.6 2771 0.906 1.2



Ameren, Labadie, Unit 2, Low Load 9/24/2015
Atemp Asqrtdp Aangle Btemp Bsqridp Bangle Ctemp Csqridp Cangle Dtemp Dsqridp D angle

10 9/24/151:28 280.8 0.967 -0.2 281.3 0.986 1.6 282.0 0.896 -7.8 279.7 0.958 4.3
9/24/151:29 2801 0.961 46 281.8 0.983 -0.6 280.1 0.915 -1.7 278.7 0.925 1.8
9/24/15 1:30 2794 0.963 4.1 278.4 0.957 0.4 2811 0.886 6.8 279.7 0.898 6.7
9/24/15 1:32 2787 0.915 24 279.0 0.928 0.0 280.6 0.769 -5.9 278.2 0.874 7.4

11 9/24/151:33 27589 0.993 10.0 280.1 0.944 1.5 2816 0.903 -7.8 277.9 0.947 7.6
9/24/151:34  280.0 1.008 11.6 278.3 0.955 -1.5 279.5 0.917 6.4 278.8 0.937 6.3
9/24/1151:35  276.7 0.981 9.1 281.3 0.949 -0.3 277.2 0.917 6.7 2771 0.887 57
9/24/151:37 279.2 0.902 9.8 277.2 0.904 -0.8 2796 0.830 5.7 279.3 0.864 6.8

12 9/24/151:38 278.9 1.024 134 278.9 0.966 -1.4 277.9 0.917 -7.6 2791 0.934 7.5
9/24/151:39 2777 0.989 57 2775 0.947 -1.2 28186 0.905 -6.1 2782 0912 5.1
9/24/15 1:40 277.2 0.959 57 2747 0.936 -0.5 2796 0.909 -5.5 2781 0.875 6.3

9/24/151:42 2773 0.921 4.9 279.1 0.883 -7 276.0 0.835 -5.2 279.7 0.873 5.2



GCI Calibration Data



NOx Cal Sheet 1

Client Ameren Test Date 9/23/2015
Labadie Project # 15-409

Source Identification 2 Operator _ NathanV.
Calibration Data For Cylinder Cylinder | Analyzer Absolute | Difference
Sampling Runs: 1-10 Number Value Response | Difference | % of Span
Gas Type: NOx % or PPM % or PPM
Span: 201.30
Zero Gas EB0054563 0.00 0.90 0.90 0.45
NO2 to NO Converter Check CC500307 50.29 4970 0.59 98.83% PASS
Mid-Range Gas CC75313 100.20 101.20 1.00 0.50
High-Range Gas LCCO-SA16978 [ 201.30 201.90 0.60 0.30
Run #: 1 Initial Values Final Values
Gas Type: NOx Analyzer System System System System
Span: 201.30 Response Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.90 0.90 0.00 1.10 0.10 0.10
Upscale Gas 101.20 101.20 0.00 101.80 0.35 0.35
Run # 2 Initial Values Final Values
Gas Type: NOx Analyzer System System System System
Span; 201.30 Response Response | Cal Bias | Response Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.90 1.10 0.10 1.20 0.15 0.05
Upscale Gas 101.20 101.90 0.35 102.10 . 0.45 0.10
Run #: 3 Initial Values Final Values
Gas Type: NOx Analyzer System System System System
Span: 201.30 Response Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.90 1.20 0.15 1.10 0.10 -0.05
Upscale Gas 101.20 102.10 0.45 101.80 0.30 -0.15
Run # 4 Initial Values Final Values
Gas Type: NOx Analyzer System System System System
Span: 201.30 Response Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.90 1.10 0.10 0.90 0.00 -0.10
Upscale Gas 101.20 101.80 0.30 102.10 0.45 0.15




NOx Cal Sheet 2

Client Ameren Test Date 89/23/2015
L abadie Project # 15-409
Source ldentification 2 Operator Nathan V.
Run #: 5 Initial Values Final Values
Gas Type: NOx Analyzer | System System System Systemn
Span: 201.30 Response | Response | Cal. Bias | Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 0.90 0.90 0.00 0.70 -0.10 -0.10
Upscale Gas 101.20 102.10 0.45 101.50 0.15 -0.30
Run #: 6 Initial Values Final Values
Gas Type: NOx Analyzer System System System System
Span: 201.30 Response | Response | Cal. Bias | Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 0.90 0.70 -0.10 0.80 -0.05 0.05
Upscale Gas 101.20 101.50 0.15 101.90 0.35 0.20
Run #: 7 Initia! Values Final Values
Gas Type: NOx Analyzer | System System System System
Span: 201.30 Response | Response | Cal. Bias | Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 0.80 0.80 -0.05 0.80 0.00 0.05
Upscale Gas 101.20 101.90 0.35 101.20 0.00 -0.35
Run #: 8 Initial Values Final Values
Gas Type: NOx Analyzer | System [System System System
Span: 201.30 Response | Response (Cal. Bias Response | Cal. Bias Drift
% of Span % of Span 1 % of Span
Zero Gas 0.90 0.90 0.00 0.70 -0.10 -0.10
Upscale Gas 101.20 101.20 0.00 100.80 -0.20 -0.20
System Calibration Bias = __ System Cal. Response - Analyzer Cal. Response X100
Span
Drift = Final System Cal. Response - Initial System Cal. Response X100

Span




NOx Cal Sheet 3

Client Ameren Test Date 9/23/2015
Labadie Project # 15-409

Source Identification 2 Operator Nathan V,
Run #: 9 Initial Values Final Values
Gas Type: NOx Analyzer System System System System
Span: 201.30 Response | Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.90 0.70 -0.10 0.80 -0.05 0.05
Upscale Gas 101.20 100.80 -0.20 101.30 0.05 0.25
Run #: _ 10 ] Initial Values Final Values
Gas Type: NOx Analyzer System System System System
Span: 201.30 Response | Response | Cal Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.90 0.80 -0.05 0.70 -0.10 -0.05
Upscale Gas 101.20 101.30 0.05 101.20 0.00 -0.05

System Calibration Bias =  System Cal. Response - Analyzer Cal. Response X100
Span
Drift = Final System Cal. Response - Initial System Cal. Response X100

Span



S02 Cal Sheet 1

Client Ameren Test Date 9/23/2015
Labadie Project # 15-409

Source Identification 2 Operator Nathan V.
Calibration Data For Cylinder Cylinder | Analyzer | Absolute Difference
Sampling Runs: 1-10 Number Value Response | Difference | % of Span
Gas Type: s02 % or PPM % or PPM
Span: 418.40
Zero Gas EBQ054563 0.00 1.60 1.60 0.38
Low-Range Gas
Mid-Range Gas CC75313 242.20 243.90 1.70 0.41
High-Range Gas LCCO-SA16978 | 418.40 419.50 1.10 0.26
Run #: 1 Initial Values Final Values
Gas Type: S02 Analyzer System System System System
Span: 418.40 Response Response | Cal. Bias | Response | "Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 1.60 1.60 0.00 1.70 0.02 0.02
Upscale Gas 243.90 243.90 0.00 24410 0.05 0.05
Run #: 2 Initial Values Final Values
Gas Type: 502 Analyzer System System System System
Span: 418.40 Response Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 1.60 1.70 0.02 1.80 0.05 0.02
Upscale Gas 243.90 24410 0.05 24420 0.07 0.02
Run #: 3 Initial Values Final Values
Gas Type: sS02 Analyzer System System System System
Span: 418.40 Response Response | Cal. Bias | Response | Cal Bias Drift

% of Span % of Span | % of Span
Zero Gas 1.60 1.80 0.05 1.70 0.02 -0.02
Upscale Gas 243.90 244 .20 0.07 243.80 -0.02 -0.10
Run #: 4 Initial Values Final Values
Gas Type: S02 Analyzer System System System System
Span: 418.40 Response Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 1.60 1.70 0.02 1.60 0.00 -0.02
Upscale Gas 243.90 243.80 -0.02 244.30 0.10 0.12




S02 Cal Sheet 2

Client Ameren Test Date 9/23/2015
Labadie Project # 15-409
Source Identification 2 Operator Nathan V.
Run #: 5 Initial Values Final Values
Gas Type: 502 Analyzer System System System System
Span: 418.40 Response | Response | Cal. Bias | Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 1.60 1.60 0.00 1.30 -0.07 -0.07
Upscale Gas 243.90 244.30 0.10 242.80 -0.26 -0.36
Run#: 8 Initial Values Final Values
Gas Type: S0O2 Anatyzer | System System System System
Span: 418.40 Response | Response | Cal. Bias | Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 1.60 1.30 -0.07 1.40 -0.05 0.02
Upscale Gas 243.90 242.80 -0.26 243.50 -0.10 0.17
Run #: 7 Initial Values Final Values
Gas Type: 8502 Analyzer | System System System System
Span: 418.40 Response | Response | Cal. Bias | Response | Cal. Bias Drift
% of Span % of Span [ % of Span
Zero Gas 1.60 1.40 -0.05 1.30 -0.07 -0.02
Upscale Gas 243.90 243.50 -0.10 243.10 -0.19 -0.10
Run #: 8 Initial Values Final Values
Gas Type: S02 Analyzer | System [System System System
Span: 418.40 Response | Response |Cal. Bias Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 1.60 1.30 -0.07 1.20 -0.10 -0.02
Upscale Gas 243.90 243.10 -0.19 243.60 -0.07 0.12
System Calibration Bias =  System Cal. Response - Analyzer Cal. Response X100
Span
Drift Final System Cal. Response - Initial System Cal. Response X100

Span




S02 Cal Sheet 3

Client Ameren Test Date 9/23/2015
Labadie Project # 15-408

Source |dentification 2 Operator Nathan V.
Run #: 9 Initial Values Final Values
Gas Type: 802 | Analyzer | System System System System
Span: 418.40 | Response | Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 1.60 1.20 -0.10 1.40 -0.05 0.05
Upscale Gas 243.90 243.60 -0.07 243.10 -0.19 -0.12
Run #: 10 initial Values Final Values
Gas Type: 502 Analyzer | System System System System
Span: 418.40 Response | Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 1.60 1.40 -0.05 1.10 -0.12 -0.07
Upscale Gas 243.90 243.10 -0.19 242.70 -0.29 -0.10
System Calibration Bias = _ System Cal. Response - Analyzer Cal. Response X100

Span

Drift Final Systemn Cal. Response - Initial System Cal. Response X100

Span




CO2 Cal Sheet 1

Client Ameren Test Date 912312015
Labadie Project # 15409

Source Identification 2 Operator Nathan V.
Callibration Data For Cylinder Cylinder | Analyzer | Absolute | Difference
Sampling Runs: 1-10 Number Value Response | Difference | % of Span
Gas Type: coz2 % or PPM % or PPM
Span: 22.15
Zero Gas EBQ054563 0.00 0.10 0.10 0.45
Low-Range Gas
Mid-Range Gas CC75313 11.49 11.50 0.01 0.05
|High-Range Gas SGO148338BAL 22.15 22.20 0.05 0.23
Run #: 1 _ Initial Values Final Values
Gas Type: coz2 Analyzer System System System System
Span: 22.15 Response Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.50 0.00 11.60 0.45 0.45
Run # 2 Initial Values Final Values
Gas Type: co2 Analyzer System System System System
Span: 22.15 Response Response | Cal Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.60 0.45 11.60 0.45 0.00
Run #: 3 initial Values Final Values
Gas Type: co2 Analyzer System System System System
Span: 22.15 Response Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.60 0.45 11.60 0.45 0.00
Run #: 4 Initial Values Final Values
Gas Type: CO2 Analyzer System System System System
Span: 22.15 Response "Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.60 0.45 11.50 0.00 -0.45




CO2 Cal Sheet 2

Client Ameren Test Date 9/23/2015
Labadie Project # 15-409
Source Identification 2 Operator Nathan V.
Run #: 5 Initial Values Final Values
Gas Type: Co2 Analyzer | System System System System
Span: 22.15 Response | Response | Cal. Bias | Response | Cal Bias Drift
% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.50 0.00 11.40 -0.45 -0.45
Run #: 6 Initial Values Final Values
Gas Type: coz2 Analyzer System System System System
Span: 22.15 Response | Response | Cal. Bias | Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.40 -0.45 11.50 0.00 0.45
Run #: 7 Initial Values Final Values
Gas Type: co2 Analyzer System System System System
Span: 22.15 Response | Response | Cal. Bias | Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 .10.00
Upscale Gas 11.50 11.50 0.00 11.40 -0.45 -0.45
Run #: 8 Initial Values Final Values
Gas Type: co2 Analyzer | System |System System System
Span: 22.15 Response | Response |Cal. Bias Response | Cal. Bias Drift
% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.40 -0.45 11.40 -0.45 0.00
System Calibration Bias = __ System Cal. Response - Analyzer Cal. Response X 100
Span
Drift Final System Cal. Response - Initial System Cal. Response X100

Span




CQO2 Cal Sheet 3

Client Ameren Test Date 9/23/2015
Labadie Project # 15-409

Source ldentification 2 Operator Nathan V.
Run #: 9 Initial Values Final Values
Gas Type: co2 Analyzer | System System System System
Span: 22.15 Response | Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.40 -0.45 11.50 0.00 0.45
Run #: 10 Initial Values Final Values
Gas Type: CcO2 Analyzer | System System System System
Span: 22.16 Response | Response | Cal. Bias | Response | Cal. Bias Drift

% of Span % of Span | % of Span
Zero Gas 0.10 0.10 0.00 0.10 0.00 0.00
Upscale Gas 11.50 11.50 0.00 11.40 -0.45 -0.45
System Calibration Bias = __ System Cal. Response - Analyzer Cal. Response X100

Span

Drift =  Final System Cal. Response - Initial System Cal. Response X100

Span




Calibration/Gas Centification Sheets



Grace Consulting, Inc.

EPA Method &
522 Series Matar Box Calibration
Calibration Orifice Mathed
English Meter Box Units, English K' Eactor

(Date: 811402015
Model: Apex Barometric Prassura: 20.45 {in M
Betial N2 Thegretical Critical Vacuum: 13.89 {in Hi
DRY GAS METER READINGS Griticai Orifice Readings
Volume Volume Volume | Temp | Temp K Orifice Actual AMBIENT TEMPERATURE
dH Time Initial Final Total Initiat Final | Orifice | Coefficent | Vacuum Inifial Final | Average
{in H2H {rnin} {cu f) {cu i) {cu m {Geg F) | {deg F} | Seral #{{ses above i Ha) {deg ) | (deg F) {deg F)
0.68 142.3 662418 | 727.385 | 64.967 88 28 48 0.3387 24.5 B84 &8 86
1.15 39.7 727388 | 751.277 | 23892 88 91 55 0.4427 225 88 a87 875
2.08 328 761277 | 777.849 | 28572 a1 93 &3 0.5928 20 87 85 86
3.65 10 777849 | 786926 | 11.077 83 95 73 0.8094 16 85 B4 85
CORRECTED VOLUME | ORIFICE Orifice for Calo.
DRY GAS DRY GAS METER CALIBRATION FACTOR 3.25018
METER ORIFICE CALIBRATION g
Vmn(std} Ver{std) FACTOR Y Value Varlation
{ou fi) ] ahe [Varlgtion 1. (0 HZe) {in H20)
61.694 60.745 9.985 | 0.009 2130 0.068
22.652 22120 0877 | 0.001 2.084 0.022
25.135 24,286 0.966 |-0.0003 2.085 0.004
10.482 10.215 0.975 | -0.0009 1.968 -(.094
| Avel 0.975 Average 2082 ]
-
Y _,/v/é"ﬂ—“m‘“——m Dale: g f/{/ w/ j’_‘
AH ;
1764 (¥ }P‘+ £ Vertay = K' il y = Lotur) 756 )
¥ = . i crisd ) — == e s :
e ) w ‘ AH ., = AH|
fa 460 ‘me + 460 Vm(.m, ) @ Vcr(m)




Grace Consulting, Inc.
EPA Method 5
Post Test Calibration
Calibration Orifice Method
English Meter Box Units, English K Factor

Date: 9/28/2015

Model:  Apex Barometric Pressure: 2832 (in H
Serial: N2 Theoretical Critical Vacuum: 14.00 (inH
IMPORTAR For valid tast resu

its, the Actual Vacuum shouldbe 110 2

in. Hg greater than the Theoretical C
ce Cosfficiant, K, must be enfered in Eng

ritical Vaguum shown above,
IMPORTAS The Critical Orif lish units, ()*3*(dag R¥Q.5/({in.Hg)

“(min)}.
DRY GAS METER READINGS Critical Orifice Readings
Volume | Yaolyme | Volume Temp Temp K'Orifice | Actual |ARMBHENT TEMPERAT
dH Time Initial Final Total Inttial Final Orifice [ Coefficlent Vacuum Enitial Final
{in H20n {min) (cu it} {cu ) (cufh) (degF} | (degF) | Serial# see above] {in Hoy deg F) 1 (deg #)
2 12.8 670.1 |680.267] 10167 82 84 63 65829 | 205 85 88
2 13 680,267 | 590.879] 1 0.312 84 85 83 0.5829 20.5 88 92
2 14.1 690.579: T 75| 114 74 85 a8 63 0.6920 { 205 g2 93

CORRECTED VOLUME ORIFICE

DRY 3AS BRY GAS METER CALIBRATION FACTOR
METER | ORIFICE CALIBRATION dHi

Vm{std) | Ver(atd) FACTOR ¥ Value | Varation
(cu ) {cu ff) Velue  [Varigtion (in H20) | (in H20)
9.733 | 9518 0.978 ;| -0.001 2.034 | 0012
9.844 | 9538 0.878 | 4.2E-05 2048 | 0.001

10645 | 10428 0.980 [0.00081 2.057 | 0.01¢

|
{Average 0979 | (Average 2045 |

Note: For Calibration Factor Y, the ratio of the re

ading of the calibration meter to the dry gas meter,
acceptable tolerance of individuat valuesg fro

m the average Is +-0.02.

For Orifice Calibration Factor dH@, the orifi
at 68 F and 29,02 inches of Hy, acceptabls

120 that equates 1o 0.75 ¢fm of alr
}erance of individual values from the average is +-0.2,
~ T . — d ’_,_,—‘"
SIGNED: e < Date; ? /’? cg 7 2

£ i
- Lol ol 750
Vm(.ﬁd) AH@ - AH

Vortaa)

ce differential prassure in inches of H2

PR
Vetuy= 1764 @, )W

o




Pitot Calibration Form

Operator: Teague Probe #: Avg Pc A side .809
Date- 11/26/2014 Pitot #: TN4A
BaroPress: 29.1 |
Low Side A Calculations
sqrt P std sqitD P
Run # (inH20) (in H20 } Cp(s) Deviation P std
Cp(s) - Cp(A) eo )= P(s)
1 .80 1.09 .814 .00z
2 o 110 815 003
3 .80 _ 1.10 .808 .004 |Deviation =
Average| Cp(Side A) 812 .0029 Cp(s)=Cp(AorB)
Mid Low Side A Average Deviation =
P std P(s) side (AorB)
Run # cm H20 cm H20 Cp(s) Devialion
{inH20) {inH20) Cp(s) - Cp(A)
1 1.20 147 810 004
2 1.21 1.49 806 .000 Cp (side A) * Cp (side B)
1.20 1.48 .801 005
Average{ Cp(SideA) .806 .0030 = 0001




Pitot Calibration Form

Operator: Teague Probe #: Avg Pc A side .808
Date: 1172672014 Pitot #: IN4B
BaroPress: 29.1 |
Low Side A Calculations
sqrt P std sqrtDP
Run # (inH20) {inH20) Cp(s) Deviation P std
Cp{s) - Cp{A) |co(s)= P(s)
1 90 1.09 813 002
2 .89 1.10 .801 .010
3 .90 1.09 818 007 |Deviation =
Average | Cp (Side A) 811 .0065 Cp(s)=Cp(AorB)
Mid Low Side A Average Deviation =
P std P{s} Jside (AorB)
Run # em H20 em H20 Cp(s) Deviation
{inH20) (inH20 ) Cp(s) - Cp{A)
1 1.21 1.48 .810 © 005
2 1.20 1.49 797 .008 Cp (side A) * Cp (side B)
1.21 1.48 .807 002
Average | Cp (Side A) .805 .0053 = .0012




Pitot Calibration Form

Operator:

Teague

Probe #. Avg Pc A side 808
Date: 11/26/2014 Pitot #: INAC
BaroPress: 28.1
Low Side A Calculations
sqrt P std sqrt D P
Run # . (inH20) (inH20) Cp(s) Daviation P sid
Cp(s} - Cp(A) [cp(sr= P(s)
1 .90 1.1 .803 001
2 .90 1.11 .805 .001
3 90 1.11 .804 .000 Deviation =
Average| Cp (SideA) .804 .0009 Cp(s}=Cp(AarB)
Mid Low Side A Average Deviation =
P std P{s) side (AorB)
Run # em H20 cm H20 Cp(s) Deviation
(inH20) (inH20) Cp(s) - Cp(A)
1 1.21 1.48 .812 .0
2 1.22 1.48 815 .002 Cp (side A} * Cp (side B)
1.21 1.47 812 .001
Average | Cp(SideA) 813 .0014 = .0004




Pitot Calibration Form

Probe #:

Operator: Teague Avg Pc A side .808
Date: 117262014 Pitot #. IN4D
BaroPress: 291
Low Side A Calculations
sqgrt P std sqit DP
Run # (inH20) (inH20) Cp(s) Deviation P std
Cp(s) - Cp(A) [epis) = P(s)
1 20 1.1 .803 005
2 .91 1.11 .809 .001
3 91 1.11 81 .003 Deviation =
Average | Cp (Side A) .808 .0030 Cp(s)=Cp{AorB)
Mid Low Side A Average Deviation =
P std P(s) side (AorB)
Run # cm H20 em H20 Cp(s) Deviation
(inH20) (inH20) Cp(s) - Cp{A)
1 1.21 1.48 .808 .001
2 1.21 148 807 .002 Cp (side A) * Cp (side B)
3 1.21 1.47 812 003
Average| Cp(SideA) .809 .0021 = 0009




INGO1 RITYas

CERTIFICATE OF BATCH ANALYSIS
Grade of Product: CEM-CAL ZERO

Part Number: NI CZ15A Reference Number:  40-4G0480899-1
Cylinder Analyzed: EB0054563 Cylinder Volume: 142,0 CF
Laboratory: MID - Saint Louis SGL (SAP) -MO Cylinder Pressure: 2000 PSIG
Analysis Date; Jan 29; 2015 RS - Valve Outiet: 580
Lot Number: 40-400480699-1
: Expiration Date: Jan 29, 2023
rove —— R —
ANALYTICAL RESULTS
Component Requested Cerlified
Purity Congentration
CARBON DIOXIDE < 1.0PPM <DL 0.12 PPM
NOx < 0.1 PPM < 0.1 PPM
502 < 0.1PPM < 0.1 PPM
THC < 0.1 PPM 0.04 PPM
CARBON MONOXIDE < D.5PPM <LDL 0,12 PPM
NITROGEN : 99.9995 % 08,9995 %

Permanent Notes:Airgas certifies that the contents of this cylinder mest the requirements of 46 CFR 722
Cylinders in Batch:

©C151992, CC156308, CC184658, CC273411, EBO00SS26@), EB0021353, EB0054563, SG9149519, SGI170515BALE

impurties verified against analytical standards traceable to NIST by weight and/or analysis.

Approved for Release Page 1 of 40-4004806%99-1



Airgas Specialty Gases
12722 South Wentworth Averue

firgas LN SSH7

CERTITFICATE OF ANALYSIS 000 Fax: (773 7851623
Grade of Product: EPA Protocol

Part Number: EQ3NI9SE15A1378 Reference Number: 54-124360256-3
Cylinder Number: CC500307 Cylinder Valume: 144.4 Cubic Feet
Laboratory; ASG - Chicago - IL Cylinder Pressure: 2015 PSIG
PGVP Number: B12013 Valve Outlet; 660

Gas Code: NO2 Certification Date:  Mar 01, 2013

Expiration Date: Mar 01, 2015

Cerificalion performed n agcordance with "EPA Traceability Prolacol for Assay and Certification of Gasaous Calibration Slantards {May 2012)" document EPA
S00/R- 120531, using Ihe assay procedures listed, Analylical Mathodolegy does nat requita corrertion tor analyticsl interference. This cylindar has & fotal analytical
uncerainty as staled betow with 2 confidence level of 95%. There are no significant impurilies which aflact the use of this calibration mixtuea, A cohcantrations are on a

wolumeivolume basis unless otherwise nated.

Do Nat Use This Cylindes balow 100 usig, 1.8, 0.7 megapascals,

ANALYTICAL RESULTS |
Component Reguested Actual Protocol Total Relative Assay
Concentration Concentration Method Uncertainty Dates
NITROGEN DIOXIDE 590.00 PPM 50.29. PPV G - 2% 0212212043, 0310112013

NITROGEN Balance )
CALIBRATION STANDARDS
Type  LotiD Cylinder No Concentration UnceHainty Expiration Date
GMIS 124288126109 CC316574 §8.29 PPM NITROGEN DIGXIDEMNITROGEN -+4.2% . Oct 25, 2018
PRM 12314 7266835 50.0 PPM NITROGEN DIOXIDEMITROGEN /- 2.0% Mar 15, 2013
The SRM or PRM noled above is only in reference ta the GMIS used in the assay and hot pad of the analysis.
( ANALYTICAL EQUIPMENT
InstrumentMake/Mode] Analytical Principle Last Multipaint Calfbration
l (CH-3) ECO PHYSICS CLD822S Chemiluminescenee Feh 27, 2013 —'

Triad Data Available Upon

Request
Notes: / |
B T (W,

Approved for Releasg___. oo




Airgas NSl .

CERTIFICATE OF ANALYSIS
Grade of Product: EPA Protocol

Part Number: EQ4NIBBE15ATFX1 Reference Number:
Cylinder Number; CC75313 Cylinder Voluma:
Laboratory: ASG - Chicago - IL Cylinder Pressure:
PGVP Number: B12014 Valve Outlet:

Gas Code: CO2,NO,S02,BALN Cerfification Date;

Explration Date: Sep 12 2022

Airgas Specialty Gases
12722 South Wenbwordh Avenua
Chicago. IL 60628

(773) 785-3000 Fax {773) 785-1928
wyawv.airgas.com

54-124451476-1
150.8 CF

2015 PSIG

660

Sep 12, 2014

Certificalion performed in accordance with "EPA Traceabiily Prolocol for Assay end Certification of Gaseous Calibralien Standards {May 2012)" document EPA
600/R-12¢531, using the assay procadures listed, Analylical Melhadology does not require eciraslion for analylical Interference . This cylinder has & lotal analytical
uncertainly a5 slaled below with a confidence level of 95%. There are no significant impurities which affect {he use of ihis calibration mixture. All concentrations are on a

volumeholume hasis unless otherwise notad.

Do Not Use ‘This Sylnder balow 100 Esi‘g. i.8. 0.7 megapascals.

ANALYTICAL RESULTS
Component Requested Actual Protecol Totsl Relative Assay
Concentration Concentration Method Uncerfainty Dates
NOX 100.0 PPM 100.2 PPM G1 +/-1.0% NIST Traceable 08/05/2014, 09/12/2014
NITRIC OXIDE 100.0 PPM 100.2 PPM G1 +/- 0.9% NIST Traceable 0910572014, 09/12/2014
SULFUR DIOXIDE 237.5PPM 2422 PPM G1 +/ 1.0% NIST Traceable 09/05/2014, 0911272014
CARBON DIOXIDE 11.45% 11.49 % G1 #1- 0.5% NIST Traceable 09/05/2014
NITROGEN Baldnce
CALIBRATION STANDARDS

| Type Lot D Cylinder No Concentration Uncertalnty Expiration Date

{ NTRM 13061008 CC423130 99.86 PPM NITRIC OXIDENITROGEN +- 0.8% Nov 19, 2048
PRM 12312 680179 10.01 PPM MITROGEN DIOXIDEMNITROGEN +- 2.0% Feb 14, 2012
GMIS 124206889102 CC3z20508 4.979 PPM NITROGEN DIOXIDEINITROGEN +-2.0% May 04, 2015
NTRM 11060833 €C341862 241 PPM SULFUR DIOXIDE/NITROGEN +- G.9% May 13, 2017
NTRM 87054017 $(G01989918AL 10.818 % CARBON DIOXIDE/NITROGEN +-0.5% Jun 28, 2018
The SRM, PRM or RGM :_mlad abova is only in rerance {0 the GMIS used in the zssay andnet parl of the analysis. !

FEHEE W o L g, SR - S L PL
ANALYTICAL EQUIPMENT

Instrume nt/Make/Model Analytical Principle Last Multipoint Calibration
Nexus 470 AEPO000428 FTIR - Aug 11, 2014
Nexus 470 AEP(000428 FTIR Sep 11,2014
Nexus 470 AEPOCD0428 FTIR Sep 11, 2014
Nexus 470 AEPQ000428 FTIR Sep 11,2014

Triad Data Available Upon Request

Approved for Release Page 1 of 54-124451476-1



T Noolés

CERTIFICATE OF ANALYSIS
Grade of Product: EPA Protocol

Part Number: E04NIB1E15A0011 Reference Number:  54-124286336.5
Cylinder Number: LCCO-8A16978 Cylinder Volume: 155.4 CF
Laboratory: ASG - Chicago - IL Cylinder Pressure: 2015 PSIG
PGVP Number: B12011 Valve Outlet; 660

Gas Code: CO2,NO, 802 BALN Cerification Date:  Oct 28, 2011

Expiration Date: Oct 29, 2018

Ceriification performed Int accordance with "EPA Traceabilily Prelocol for Assay and Centification of Gageoys Caiibration Standards (May 2012)" document ERA
600/R-12/531, using the assay procedures fsted, Analylical Methodology does not require comection for analylical inferference, This eviirder has a-tolaj analytica)
uncertainty as staled below with a confidence level of 35%. There are no significant impurities wiieh affect the use of this calibration mixfure. All concentralions are on a
volutne/volume basfs ynless otherwiss notad.

Do Mot Use This Cylinder below 160 psig, i.e. (.7 megapascals.

ANALYTICAL RESULTS

Component Requested Actual Protocol Totat Relative Assay
Concentration Concentration Method Uncertainty Dates
NITRIC OXIDE 200.0 PPM 201.3 PPM a1 +- 1% NIST Traceable  10/20/2011, 10/26/2011
NITRIC OXIDE 200.0 PPM 201.3 PPM G1 +- 1% NIST Traceable 1072012011, 10/20/2011
SULFUR DIOXIDE 400.0 PPM 418.4 PFM G1 +- 1% NIST Traceable  10/28/2011, 1tv20/2011
CARBON DIOXIDE 18.00 % 18.00 % G1 +- 1% NIST Traceable 10/20/2011
NITROGEN Balance
Total oxides of nitrogen 201.3 PPM For Reference Only
S AG gma. e Ed Ty o n . - » - . .
CALIBRATION STANDARDS
Type Lot ID Cylinder Na LConcentration Uncertainty Expiration Date
NTRM 11060128 CC330714, 248.4 PPM NITRIC OXIDE/ +-0.5% Jan 17, 2017
NTRMISOZ 09061029 CC301410, 479.5 PPM SULFUR DIOXIDE! H-1.0% Feb 15, 2015
NTRMICO2 06120403 CC184925 19.66 % CARBON DIOXIDENITROGEN +-0.5% May 01, 2016
ANALYTICAL EQUIPMENT

Instrument/Make/Model Analytical Principle Last Multipoint Calibration
COZ-1 HORIBA VIA-510 VIE3H7PS - NDIR Sep 26, 2011
Nexus 470 AEPDRD0D428 FTIR Qct 18, 2014
Nexus 470 AEPOD0D428 FTIR Oct 18, 2011

Triad Data Available Upon Request

MNates:
Signature on file

Approved for Release

Page 1 of 54-124286336-5



aigas L IV50U

Airgas Specialty Gases
. . 12722 South Wenbwortt A
CERTIFICATE OF ANALYSIS Cricogo, 180628
Grade of Product: EPA Protocol o i
Part Number: EG4NI7TTE15A0029 Reférence Number:  54-124438113-1A
Cylinder Number:  SG9148338BAL Cylinder Volume:  158.5CF
Laboratory: A3G - Chicage - IL Cylinder Pressure: 2015 PSIG
PGVP Number:; B12014 Valve Outlet: 860
Gas Code; CO2,NO,NOX,502,BALN Ceriffication Date:  Jun 30, 2014
Einration Date: Jun 30| 2022 :
. S oy S et
Certification performed in-accordance with "EPA, Traceability Profocel for Assay and Centificarion of Gatsous Calibration Standards tMay 2092)" document EPA
EOO/R-12/537, ysing the assay proocedures listed. Anaiytical Malhodolngy does not require cormection for analytical inlarference, This cylinder has a totat anaiylical

uncertainly as stated bajow with a confidence leve! of 95%. There are no significant impurities which affect the us® of this calibration midurg, All concentrations are an &
volumeAaiume basie unless otharwisa noted,

Do Not Use This Cylinder balow 100 ps‘ﬂ. i 0.7 maaguais.

ANALYTICAL RESULTS
Component Requested Actual Protocol  Total Relative Assay
Concentration Concentration Method Uncertainty. Dates
NGX T AR PPM T T T ABE O PR T T G e e % NIST Traceable™ " 08192014, 06/30/2014
NITRIC OXIDE 100.0 PPN 104.9 PPM Gt +- 1% NIST Traceable 061872074, 083012014
SULFUR DIOXIDE 237.5 PPM 239.8 PFM G1 +- 4% NIST Traceable 08/ 972014, 06/30/2014
CARBON DIOXIDE 22.00 % 22458% G2 +- 1% NIST Tracesble 062042014
NITROGEN Balance .
CALIBRATION STANDARDS
Type LotiD Cylinder No Goncentration Urcertainty Expiration Date
NTRM 13061056 CG423751 59.86 PPM NITRIC OXIDENITROGEN ~ +/ 0.8% Nov 18, 2019
PRM 12312 680179 10.01 PPM NITROQGEN +-2.0% Feb 14, 2012
DIOXIDEMNITROGEN
GMIS 124206889102 CC320508 4.979 PPM NlTROGEN +-2.0% May 04, 2015
DIOXIDEMITROGEN
NTRM 11060833 CC341862 241 PPM SULFUR DIOXIDEINMTROGEN  +~ 0.9% May 13, 2017
NTRM 87050816 SGH167530BAL 7.028 % CARBON DIOXIDEMNITROGEN  +-0.5% May 01, 2016
The SRM, PRM or RGM noted above is only in refarence 1 the GMIS used in {he assay and not part of ihe gnalysis,
ANALYTICAL EQUIPMENT
Insfrument/Make/Mode! Analytical Principle Last Multipoint Calibration
CO2-1 HORIBA VIA-510 V1E3H7P5 NBIR May 23, 2014
Nexus 470 AEPO300428 FTIR Jun 28, 2014
Nexus 470 AEP0000428 FTIR Jun 28, 2014
Nexus 470 AEPO000428 \ FTIR Jun 28, 2014

THad Data Avaitable Wpon

Request
Notes: /

Appraved for Release

Page 1 of 54-124439413-1A



Plant Data Sheets



Average Data J
Plant: LABADIE ?—
Interval: 1 Minute

Type: Roll

Report Period: 09/23/2015 14:15 Through 09/23/2015 14:35
Time Online Criteria: 1 minute(s)

Scurce LABUDZ
Parameter coz MWLOAD2 NOX#N NOXPPM

nit( {PERCENT) W) (LE/MMBTU)
09/23/15 1415 130
09/23/15 14:18 130
0823115 417 T 430
08123116 14:18 131
G35 T 7149 TTUYED {87
torzaiis 1420 CY28 T TTEaRT T . T s T 4851
0923715 1421 128 RT.CE)
09123115 1422 129 1836
09/23/15 1423 127 N 1833
09/23/15  14:24 128 182.7
09/23115 1425 129 182.8
09/2afis a2 130 1827
o235 427 130 184.3
08/2315 1428 BT 1835
00/23115 128 1817
09123118 T T 128 180.8

B 7 ¥ R ¥ 1809

Average 12.9

Minimum 12.7

Maximum 131

Surmmation 2718

Included Data Points 21

Total number of Data 21
Points
F = Unit Offline

Report Generated: 09/23/15 14:42

541 0.088 51.8 1835

540 0.086 50.6 179.9

543 0.091 533 187.8

11,364 1.848 1,0878 3,853.7

21 21 21 21

21 21 21 21
Out Of Control

Report Version 3.1.1130 LABADIEP2\reportuser




Average Data

Plant: LABADIE
Interval: 1 Minute

Type: Roll

Report Period: 09/23/2015 14:50 Through 09/23/2015 15:10
Time Online Criteria: 1 minute(s}

Source

LABUD2

Parameter
Junit(

co2

(PERCENT}

MWLOAD2

NOXHMM
(LBAMMBTL)

NOXFPPM
(PPM)

09/23/15
0er2ans
09/23/15

0972315
ooiz3ns | 1455

os/2315 1456
o%/2316 1457
og/23ris 148
ooreans T idSe T
perzans T
08/2315
08/2315
odizars
08723115
0828115
ogi2ais
derzais
00/23/15
o235

Average

Minimum

Maxdmum

Surmmation

Included Data Points
Total number of Data
Paoints

F = Unit Offline
i

Report Generated: 09/23/15 15:11

129
T
EREY A

o T
B

T
B F1:]

Y I
AR L
13
IS
—
iz
T2
128
T2
13
130
o128 -
128

13.0
128

134

2723

21
21

541

541
11,351

21
21

T = Qut Of Control

0.089

“ooss
" ooes

“ooss

0.089
0.086
0.085
1.860
2
2

Report Version 3.1.1130

52.3
5.3
55.1
1.088.2
21

21

LLABADIEP2\reportuser

1816
178.7
184.0

3,813.0

21
21

Ronz

OVA

1of1



Average Data
Plant; LABADIE
Interval: 1 Minute
Type: Roll
Report Period: 09/23/2015 15:25 Through 09/23/2015 15:45
Time Online Criteria: 1 minute(s)

Source LABUOZ \
Parameter co2 MWLOAD2 NOX#MM NOXPPM SO2PPM
YUnit( (PERCENT) (MW) (LB/MMBTU) (PPM) (PPM)

09/28/15
0928115~ 15
09/23115 1
06/23/15 )
o T To -

De/23s 153

BRSAE T T
02315 1532
vefasis T

oozafs 138 130 T " o088 Tspe T T T
ow23ns
092315
Bo/23115
09/2315
092315
06/23/15
082315
Qo23Ms
092315
Average 13.0 541 0.088 51.9 182.4
Minimum 12.8 539 0.086 50.8 1797
Maximum 131 542 0.083 54.4 184.9
Summation 2725 11,354 1.845 1,089.1 3,820.5
Included Data Points 21 21 21 21 21
Total number of Data 21 21 21 21 21
Points
F = Unit Offline

Report Generated: 09/23/15 15:57 Report Version 3.1.1130 LABADIEF2reportuser



8y

Average Data o
Plant: gABADIE OH

Interval: 1 Minute
Type: Roli
Report Period: 09/23/2015 16:00 Through 09/23/2015 16:20
Time Online Criteria: 1 minute(s)

Source LABUO2

Parameter coz2 MWLOAD2 NOX#/M NOXPPM S02PPM
Ynit( (PERCENT} (MW) (LBAVMBTU) (PP (PPM)
52.5 180.4
516 1859
T s3 1Bi3
-~ szs 1887
- B35 182
583 1828
- 828 1839
Tsss T ez
T ssa T e
s
g o e e -

09/23115
08/28115
0928115 18
0e/331s
oerzaris
08/23115
ogorzafis

B e

0972315~ B
0823116
GERHE T
0823115 1813
08/23/15
092318
08/23/15
T - ak
002315
0923116
oar231s  1&20

Average 129 541 0.090 527 185.4

Maxirmurm 13.0 542 0.094 55.0 191.7
Summation 2ms 11,357 1.883 1,105.7 38829

Inciuded Data Points 21 21 21 21 21
Total number of Data 21 21 21 21 21
Points

Unit Offline

Report Generated: 09/2315 16:25 Report Version 3.1.1130 LABADIEPZ\reportuser




Average Data

Plant; LABADIE
Interval: 1 Minute
Type: Roll

Report Period: 09/23/2015 16:35 Through 09/23/2015 16:55
Time QOnline Criteria; 1 minute(s)

s
04

Source LABUO2
Parameter coz MWLOADZ NOX#MM NOXPPM SO2PPM
YUnit( (PERCENT) (M) {LBAMMETU) (PPM) (PPM)
09/23/15 13.0
092315 BRET-Y
oerzais el
09/23115 1638
o023 1838
08/23115 1840 I
0823115 641
per23is  dedz T Tan
092315 16:43
ogiZans  1ead T
09/23115 16456
oar2ars 1848
09/23H5 1647
09/23115  16:48 537
09/2315 1649 537
08/23115 1850 539
08/231185 1851 )
os/2afs 1652 129 ) T pogt T B37 -
00123145 1853 T 129 T o R X : - ) B4
09/2315 1654 130 ) T o091 "838 )
0823115 1685 T 930 - 0.088 - 523
Average 129 541 p.091 33.5 182.7
Minimum 127 338 0.088 51.9 180.2
Maxdmum 13.0 542 0.098 554 186.0
Summation 271.3 11,351 1.811 1,123.8 3,835.8
Included Data Points 21 21 21 21 21
Total number of Data 21 21 21 21 21
Points
F = Unit Offtine
| T = Out Of Control
Report Generated: 09/23/15 16:57 Report Version 3.1.1130 LABADIEP2\reportuser



Average Data —
Plant: LABADIE 0O7Z2_
Interval: 1 Minute
Type: Roll

Report Period: 09/23/2015 17:10 Through 09/23/2015 17:30
Time Online Criteria: 1 minute(s)

Source LABUO2

Parameter C02 MWLOAD2 NOX#/MM NOXPPM SO2PPM
JUnit( (PERCENT) (MW) (LBMMBTU) (PPM) (Pem)

08123115 17:10 12.8 540 0.096 55.8 180.0
o235 ir T T2 T T T s o2 T sse T T T o
SRS T iR T g s e ot e i75e
09235 T Td T T 2e T 180.0
per23Ms 1714 130
toi2ss 1715 BT
TR S P T S 1
oarzans 1y 128
oezans T 1te 130
0812315 1me 128
oe23M8 1720 128
ee/zans 12t 130
082315 1722 T 28
ow23s  1Tz@m BT
o235 1724
0923118
G TPE T -7 A
0823115 1 T
ogizans T Arze T
o238 7@ T

Average 12.9 540 0.092 538 1804

Minimum 127 a7 0.080 53.1 177.4

Maxirmnum 13.0 541 0.096 55.8 182.1

Summation M3 11,343 1.924 11306 3,788.9

Included Data Points 21 21 21 21 21

Total number of Data 21 21 21 21 21
Points

F = Unit Offline

Report Generated: 09/23/15 17:36 Report Version 3.1.1130 LABADIEPZ\reportuser 10f1



Average Data

Plant. LABADIE
Interval: 1 Minute

Type: Roll

Report Period: 08/23/2015 17:45 Through 08/23/2015 18:05
Time Online Criteria: 1 minute(s)

7
Ul

Source

LABUO2

Paramater
YUnit¢

co2

(PERCENT)

MWLOAD2

NOX#MM
(LE/MMBTU)

NOXPPM
(FPM)

SO2PPM
(PPM)

09/2316 17:45

T

T T4

(TR T- ST I S
09/2318 ~  1r4®
o8/23115 1780
0823115 ATs1

oorzats Ts2

08/23118 1753

09123115 1754
08/2ans  A7ES

o235 1788

08/23115 7

scile

Teeq

09/23115 1759

o9/z3ns 4800
Tieol
o235 T se2

oarzss

0923715 1808

o9/33n5 T T eed T
0gf2ars 1808

Average

Minimum

Maximum

Summatlon

Included Data Points
Total number of Data
Points

F = Unit Offline
|

Report Generated: 09/23/15 18:10

129

-
e e
R N
129
180
I X R

oz
429 o
- 128
128

28
e
e
e
e
B X-
T
g

28

129
128
13.0
270.6

21
21

542

11,375

21
21

0.089

621

Y

=
T R
T san

187.6
T {e4s T
e

Bt T

0.090
0.088
0.083

21
2

Report Version 3.1.1130

LABADIEP2eportuser

183.4
179.0
189.6

3,860.6

21
21

U - Startup
D - Shutdown

10of1



R3

Average Data Ve

Plant: LABADIE
Interval: 1 Minute
Type: Roll
Report Period: 09/23/2015 18:20 Through 09/23/2015 18:40
Time Online Criteria: 1 minute(s)

Source . LABUD2
Parameter coz MWLOAD2 NOX#MM NOXPPM S0O2PPM
YUnit( (PERCENT) (MW} (LEMMBTLY (PPN (PPM)
09/23/15 18:20 12.8 0.083 1776
o TR o= = OE AR OE ST L — — B o

08/2315
09723115
oaizafs 4
08723115
08335 T
og2ans
082315~
geizans
06/23/15
3
Average 12.9 540 D.092 841 178.9
Minimum 12.8 538 0.080 534 1775
Maximum 13.0 542 0.097 56.6 180.3
Summation 270.7 11,336 1.932 1,135.2 3,756.8
Included Data Poaints 21 21 21 21 21
Total number of Data 21 21 21 al 21
Points
F = Unit Offline
T = Out Of Control

Report Generated: 09/23/15 18:43 Report Version 3.1.1130 LABADIEP2\reportuser



Average Data

Plant: LABADIE
Interval: 1 Minute
Type: Rall

Report Period: 09/23/2015 18:55 Through 09/23/2015 19:15
Time Onlfine Criteria: 1 minute(s)

Source

LABUOZ

Parameter
YUnitg

co2
(PERCENT)

MWLOADZ
Mw)

NOX#MM
(LBAVREBTU)

NOXPPM
(FPM)

0923115
CU/IBMS
08/25115
00/2318 T 1858
06/23M15 1859
00123115 T 1800
gareaiis” T 1801
0812315 18:02
09/23/15 ~  18:03
08723158
08/23115  18:05
08/23/15 1906
09/23/15
09235 1
09023115

18:55
T {856
CiBET

1904

g

128
28

- 13
128

08/123/15 19
0823116 19
os/23115
om/23115 1843
08123115 19:14
0er23Ms 1.5

Average

Minimum

Maximum

Summation

Included Lxata Points
Total number of Data
Points

F = Unit Offline

stz

12.9
12.8
13.0
2m.a
21

21

Report Generated: 09/23/15 19:18

128
128

542

S
g

0.091

"0.690
0090

58.2
T s28

541

11,370

21
21

Report Version 3.1.1130

LABADIEP2reportuser




Average Data
- Plant: LABABIE
Interval: 1 Minute
Type: Roll
Report Period: 09/23/2015 19:30 Through 09/23/2015 19:50
Time Online Criteria: 1 minute(s)

P10
0T

Source LABUO2

Parameter
JUnit{

co2
{PERCENT)

MWLOADZ
(M)

NOX#MM
(LE/MMBTU}

NOXPPM
(PPHE)

SO2PPM
(PPM)

08/23/15

0923115

SRR TR e -
oarzmne 0081

peizaiis 1eaEs T T

oorziie | 1BET 2002 )
opizans | 1a:m8 0082 o
oe/zans | eme 0.082

O9/Z3is T 1940 o008 T
oer2sns T 1e41 0.0 T
082315 o T goes T o

0e23i1s

082315

osras
e
08/23115

19:30

12.8

0.094

180.2

o4 T T T T heet o
1548 B " ooetr T

—
ek T T

Times

T7es

BT & S

1788

C o173
BETCY -

T

T80T
-
-
1923
1872

T X

1840
1800
1808

Css
"~ 1808
1801

Average

Minimum

Maximum

Summation

Included Data Points
Total number of Data
Points

Unit Offline

128
127
129
269.4
21

21

Report Generated: 08/23/15 19:52

Report Version 3.1.1130

BT
82.5
55.9
1,128.3
21

21

LABADIEP2\reportuser

1828
177.8
194.1

3,834.8

21
21

U - Startup
D - Shutdown



-

Average Data -
Plant: LABADIE Uz
interval: 1 Minute
Type: Roll
Report Period: 09/23/2015 19:12 Through 09/23/2015 19:26
Time Online Criteria: 1 minute(s)

Source

Parameter co2 FLWSCFH

nit{ {PERCENT) (SCFH)
0823115 18:12 12.9 72,486,684.2
08/23fi5 113 128 722114347
092315 19:14 128 71,990,0330

VELQCITY
(FEET/SEG)

62315 1915 EF2 I X R T -7 R o
082315 1918 T 28T 721029838

88/33As T 117 T 128 TTi52857

0gi23iis T e TUEs "

gorsaMs —  1ee T 2T TR, 4 T

fazdns  1e20 128 72@18E518 0

owayis 192t 27 T 77 7339023344

om/zans 1922 TTH2ET T 7240854 |

os;eans  de2e T T TTTZE T 724844130 B B .
04235~ 924 Co2e T T T easTEiy

o235 Tamzs” T T T s 72748374

oor2ans 26 128 724582318

Average 128 72,249,883.8 540 326.7 101.1

Minimurn 127 71.403,820.3 539 32586 100.0

Maximum 129 73,302,234.4 541 3203 102.8

Summation 182.7 1,083,748,256.8 8,097 4,800.3 1,515.9

Included Data Foints 15 15 15 15 15

Total number of Data 15 15 15 15 t5
Paints

F = Unit Offline
T = Out Of Control
Report Generated: 09/23/15 20:09 Report Version 3.1.1130 LABADIEP2\reporiuser 1of 1



Source LABUOZ
Parameter co2 FLWSCFH MWLOAD2 STKTMP VELOCITY
Yonit{ {PERCENT) {(SCFH) M {DEGF) (FEET/SEC)
09/23115 19:31 12.7 73,106,388.7 540 3278 102.2
09/23115 1e32 128 730207508 ~ s0 3279 T o2z
0912315 1933 28 727978736 0 s41 3274 B e
09723115 = 1934 BETY R S st 324 012
bhgate T iEE — g . Sy o rI——_
Average 12.8 72,650,840.8 541 327.0 101.6
Minimum 12.7 71,987,317.6 540 3257 100.6
Maximum 12.9 73,106,388.7 542 3279 102.2
Summation 64.1 363,254,204.2 2,704 1,635.2 508.1
Included Data Points 5 5 5 5 5
Tetal number of Data 5 5 5 5 a3
Points
F = Unit Offline
T = Out Of Control
Report Generated: 09/23115 20:12 Report Version 3.1.1130 LABADIEPZVieportuser

Average Data
Plant: LABADIE
Interval: 1 Minute

Type: Roll

Report Period: 09/23/2015 19:31 Through 09/23/2015 19:35
Time Online Criteria: 1 minute(s)

Hz

10f1



Average Data
Plant: LABADIE
Interval: 1 Minute

Type: Roll

Report Period: 09/23/2015 19:36 Through 09/23/2015 19:40
Time Online Criteria: 1 minute(s)

3

LT

Source LABUOZ2
Parameter Co2 FLWSCFH MWLOAD2 STKTMP VELOCITY
Junit( (PERCENT) (SCFH) (MW) (DEGF) (FEET/SEC)
05/23/15 19:36 12.9 72,319,800.9 542 101.0
P e e S i e e o e g o e
o8/2315 @38 128 72812,2806 T sd0 - BT i
08/2315 1eap S 128 728378869 840 Cazke BTN T
09/23115 1940 129 | 724075368 540 ‘324 1012
Average 12.9 72,577,053.3 541 3259 101.4
Minimum 12.8 72,319,900.9 540 3256 101.0
Maxirmum 12.9 72,812,280.6 542 326.4 101.7
Summation 64.3 362,885,266.3 2,703 1,629.4 506.8
Included Data Polnts 5 5 5 5 5
Total number of Data 5 5 ] 5 5
Points
F = Unit Offline
Report Generated: 09/23/15 20:12 Report Version 3.1.1130 LABADIEP2\reporiuser

10f1



Average Data B
Plant: LABADIE
interval: 1 Minute U —(_
Type: Roll
Report Period: 09/23/2015 19:41 Through 09/23/2015 19:45
Time Online Criteria: 1 minute(s)

Source LABUOZ
Parameter coz FLWSCFH MWLOAD2 STKTMP VELOCITY
Ynit( {PERCENT)} (SCFH) (MW) (DEGF) (FEET/SEC)
09/23115 19:44 128 72,678,211.2 539 327.1 101.8
e AR R St - . — e e

BB IS T TR T T e g ST 0= g

09/2315 ! ST
oh e, = == e

BT 7"
o9/zais

Average 12.8 73,417,427.1 540 3293 102.8

Minimum 127 72,678,211.2 539 3271 1018

Maximum 12.8 74,348,787.2 540 330.5 104.2
Summation 63.8 367,087,135.6 2,698 1,646.4 5141

Included Data Points 5 5 5 5 5

Total number of Data [ 5 5 5 5
Points

F = Unit Offline
D - Shutdown
Report Generated: 09/23/15 20:13 Report Version 3.1.1120 LABADIEP2\reportuser 1of1



Average Data

Plant: LABADIE

Interval: 1 Minute

Type: Roll

Report Period: 09/23/2015 19:46 Through 09/23/2015 19:50
Time Online Criteria: 1 minute(s)

Source LABUO2
Parameter cOo2 FLWSCFH MWLOAD2 STKTMP VELOGITY
nit( {PERCENT) {SCFH) (MW} (DEGF) (FEET/SEC)
09/23/15 15:46 128 72,590,323.9 540 3284 101.7
o236 84T T T T T T Hze T T T 7a4T00580 7 R A Hois
ooi23iis T TU2e T T 726089824 T T T T Ba2 Tara BETIEY
09/23M5 T 28 T 72325804 T T Ts42 T TTame T Tof2 T
GoiBEiE RS s i o gEE T iene
Average 12.8 72,416,796.1 541 3271 101.4
Minirmum 12.8 72,162,046.9 540 3258 100.9
Maximum 129 72,590,323.9 542 3284 101.7
Summation 64.4 362,083,980.6 2,707 1,635.8 508.8
Included Data Points 5 5 5 5 5
Total number of Data 5 5 5 5 5
Points
F = Unit Offline U - Startup
D - Shutdown
Report Generated: 09/23/15 20.15 Report Version 3.1.1130 LABADIEP2\reportuser

Hs
0z

10f1



Average Data

Plant: LABADIE
Interval: 1 Minute
Type: Roll

Report Period; 09/23/2015 19:51 Through 09/23/2015 19:55
Time Online Criteria: 1 minute(s)

Uz

Source LABUODZ
Parameter coz FLWSCFH MWLOAD2 STKTMP VELOCITY
Yuniit( {PERCENT) (SCFH) (VW) {DEGF) (FEET/SEC)
0012315 19:51 129 72,238,379.0 541 325.5 1010
08523118 1952 T 428 T T ramavesds T TeM T T azsI T e
garzafis” @53 T T T T {Ee T ra@isz183 T -7 T - -1 ) -
oor23Ms 1954 2B T 72852,0798 7 - % T o
oo/2315 188 128 T 722840252 T 541 T TzasE B
Average 12,8 72,611,529.8 541 3257 101.3
Minimum 128 72,238,379.0 540 3255 101.0
Maximum 128 72,515,216.3 541 3259 101.7
Summation 84,1 362,557,648.8 2,704 1,628.6 506.6
included Data Points 5 5 8 5 5
Total number of Data 5 5 5 5 5
Points
F = Unit Offline
Report Generated: 09/23/15 20:16 Report Version 3.1.1130 LABADIEPZ\reportuser

10of1



Average Data
Plant: LABADIE
Interval: 1 Minute

Type: Roll

Report Period: 09/23/2015 19:56 Through 09/23/2015 20:00
Time Online Criteria; 1 minute(s)

Source LABUIO2
Parameter co2 FLWSCFH MWLOAD2 STKTMP VELOCITY
Wnit{ (PERCENT) (SCFH) (MW) (DEGF) (FEET/SEC)
09/23/M15 19:56 12.9 72,068,838.0 541 326.0 100.7
231s es7 q29 T T y2233s3se T sy T T T TTmase T T T Timoe
G R — T TR hasels wMr o ams ot
B - T~ 7 S [+ It T
Tz T 72613,7444 7 * - - R [ 1
Average 12.9 72,358,978.1 541 325.2 101.0
Minimum 12.9 72,089,838.0 541 3242 100.7
Maximum 12.9 72,813,744 4 542 326.0 1012
Suntmation 64.5 361,794,800.4 2,706 1,626.1 505.0
Inciuded Data Points 5 5 5 5 5
Total number of Data 5 5 5 5 5
Points
F = Unit Offline U - Startup
T = Out Of Control D - Shutdown

Report Generated: 06/23/15 20:17 Report Version 3.1.1130 LABADIEP2\reportuser



Average Data

Plant; LABADIE
Interval: 1 Minute
Type: Roll

Report Period: 09/23/2015 20:01 Through 09/23/2015 20:05
Time Online Criteria: 1 minute(s)

Source LABU02
Parameter co2 FLWSCFH MWLOAD2 STKTMP VELOCITY
YUnit{ (PERCENT) (SCFH) (M) (DEGF) (FEET/SEC)
09/23/15 128 72,718,748.8 3248 101.4
SaTsAE I 0 TT=—ez o Eeleelrermee ESC Domm - e momoam el
09723/15 28 T TR TR 1360 B 7 ¥ B 0.2
Goisi e g e By SR DE AR e o
—— e T e G
Average 128 71,670,118.0 540 3249 100.1
Minimum 128 70,433,356.4 537 324.6 98.6
Maximum 128 72,718,748.8 541 3254 101.4
Summation 64.2 358,350,589,9 2,608 1,624.7 500.7
Included Data Points 5 5 5 5 5
Total number of Data 5 5 5 5 5
Foints
F = Unit Offline C = Calibration 8 = Substituted U - Startup
T = Qut Of Control D - Shutdown
Reporl Generated: 09/23/15 20:17 Report Version 3.1.1130 LABADIEPZveportuser



Average Data
Plant: LABADIE
Interval: 1 Minute

Type: Roll

Report Period: 09/23/2015 20:086 Through 09/23/2015 20:10
Time Online Criteria: 1 minute(s)

Source LABLIOZ2
Parameter CO2 FLWSCEH MWLOAD2 STKTMP VELOCITY
YUnit( (PERCENT} {SCFH) {(MW) (DEGF) (FEET/SEC)
0972315 2006 13.1 70,592,841.0 540 3252 98.8
aBads T 20T T 130 7ipasgzead T T sa0 T s247 ST 06T T
09/23/5 ~ 20008 Taze T T Tr2eese T T san 3245 00 '100.8
ooiz3fs 20000 B T-F: D . 539 343 1007
09235 2010 T Ta2e 7187077814 T 538 ‘3238 7 qo0a
Average 12.9 71,679,526.6 639 3245 100.1
Minimum 128 70,592,841.0 538 3238 §8.8
Mapitnurn 131 72,218,858.7 540 3252 100.8
Summation 84.7 258,397,633.1 2,697 1,622.5 500.6
Included Data Points 5 5 5 5 5
Total number of Data 5 5 5 5 5
Points
F = Unit Offline

Report Generated: 09/23/15 20:19

T = Out Of Control
Report Version 3.1.1130

LABADIEP2\reportuser

H9
Oz

10of1



Average Data

Plant; LABADIE

interval: 1 Minute

Type: Roll

Report Period: 09/23/2015 20:11 Through 09/23/2015 20:15
Time Online Criteria: 1 minute(s)

Source LABLIO2
Parameter co2 FLWSCFH MWLOAD2 STKTMP VELOCITY
Ynit( (PERCENT) (SGFH) (W) (DEGF) (FEET/SEG)
08123115 20:11 128 71,630,545.7 538 323.2 89.9
GRBaE BT s AR e e g e g
o/mafs 28 T 707358803 - - X TTes7
oo2ais 2 s 708989737 =" I - == R - A
09/23115 2 "71,030,7888 7 53 - X B E R
Average 129 71,0680,724.4 538 3231 89.1
Minimum 12.8 70,698,973.7 538 3229 8.7
Maximum 131 71.630,545.7 539 3233 89.9
Summation 64.6 355,303,622.1 2,683 1,615.4 495.7
Inciuded Data Points 5 5 = 5 5
Total number of Data 5 5 5 5 5
Points
F = Unit Offline E = Exceedance C = Calibration 8 = Substituted U - Startup
M = Maintenance T = Out Of Control D - Shutdown

Report Generated: 09/23/15 20:20

Report Version 3.1.1130

LABADIEP2\reportuser
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Average Data —
Plant: LABADIE oYd
Interval: 1 Minute
Type: Roll

Report Period: 09/23/2015 20:16 Through 09/23/2015 20:20
Time Online Criteria: 1 minute(s)

Source LABUOZ
Parameter co2 FLWSCFH MWLOAD2 STKTMP VELOCITY
JUnit( (PERCENT) (SCFH) (MW) (DEGF) (FEET/SEC)
09/23/15 20:16 130 71,413,867.0 541 3224 985
o235 2017 T T iEe T T ridbadess T B40 T eEEs gesT T
oer2afs 208 T iz i T Bag 3223 T ga T T
oere3fs  20de T T iEE T T Ti0@ee3068 T "539 A S -} - B
09/23115 220 T T B T v 0830 0 538 Y -V R
Average 129 71,260,675.0 539 322.4 99.3
Minimum 128 70,956,305.6 538 3223 89.0
Maximum 13.0 71,452,453.8 541 2225 99.6
Summation 845 356,303,374.9 2,897 1,511.8 496.6
Included Data Points 5 5 5 5 5
Total number of Data ] 5 5 5 5
Points
F = Unit Offline
T = Out Of Control

Report Generated: 09/23/15 20:21 Report Version 3.1.1130 LABADIEPZ\reportuser 1of 1



Average Data

Plant: LABADIE
Interval: 1 Minute
Type: Roll
Report Period: 09/23/2015 20:21 Through 09/23/2015 20:25

Time Online Criteria: 1 minute(s)

Saurce LABUOZ
Parameter coz FLWSCFH MWLOAD2 STKTMP VELOCITY
Ynit( {PERGENT) {SCFH) W) (DEGF) (FEET/SEC)
09/23/15 2021 128 71,428 0506 98,5
damas e T Tz S T Teei T
09/23(15 2073 T -
09/23115  20:24 B 130 U 70.702,435.0 i T
oof2ans 2026 120 TRz T T -
Average 129 70,970,157.0 538 A225 88.0
Minimum 12.9 70,652,357.3 538 3223 88.6
Maximum 13.0 71,428,050.6 539 3226 89.5
Summation 648 354,850,785.1 2,692 1,612.4 494.8
{ncluded Data Points 5 5 5 5 5
Total number of Data 5 5 5 5 5
Points
F = Unit Offline E = Exceedance C = Calibration S = Substituted U - Startup
M = Maintenance T = Qut Of Control D - Shutdown
Report Generated; 09/23/15 20:26 Report Version 3.1.1130 LABADIEP2\reportuser

1of1



Average Data
Plant: LABADIE
Interval: 1 Minute

Type: Roll

Report Period: 09/24/2015 00:31 Through 09/24/2015 00:46
Time Online Criteria: 1 minute(s)

Source

LABUOZ

Parameter
JUnit({

co2
{PERCENT)

FLWSCFH
{SCFH)

MWLOAD2
()

VELOCITY
(FEET/SEC)

09/24/15
0972418
09/24/15 0D
08/24/15 0N
09/24/15
09/24/15

09/24/15
0924115 00:3
09724115 o0
09/24/15
09724115

oer24iis
0924115
08/24/15

Average
Minimum
Maximumn
Summation

In¢luded Datn Poirts
Total number of Data
Paints

F = Unit Offline

00:31

124

REFE)

124
124

125 T

T4

125
12.4
12.6
199.5

16
18

Report Generated: 09/24/15 01:15

BRI
g
28T
125

T2 T
g
gE

48,498,295.9

" 48,382,989,

| 48,563,045.9

48202768
T 283 87e8

320

-1

488376823
124
24

© 48,B06,347.4

48,432,087

48,561,519.9
48,120,276.8
48,580,584.1
776,984,318.1

16
16

485828774

R S
e dd24826 0

- o 321
- -
B

n

321
5131

16
16

I

P

Report Version 3.1.1130
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Average Data
Plant: LABADIE UZ’
Interval: 1 Minute
Type: Roll

Report Period: 09/24/2015 00:48 Through 09/24/2015 00:52
Time Online Criteria; 1 minute(s)

Source LABUDZ
Parameter co2 FLWSCFH MWLOADZ STKTMP VELOCITY
YUnit( (PERGENT) (SCFH) (MW) {DEGF) (FEET/SEC)
09/24/15 00:48 123 48,653,802.1 573
oor24i15° 0048 424 7T T aBgiezsss T 7 A
oer24iis ~ 0 oos0 0 424 U 4B754,7554 T 72 S
ob/2411s T oos1 T 124 T 46,011,084 .8 oo X
o8rzai15  Toorsz TUTTaE T 48,985,910 B Ui
Average 124 48,781,177.8 321 290.6 67.4
Minimum 123 48 519,265.8 320 289.7 67.1
Maximum 125 49,011,064.8 321 201.7 876
Summation 62.0 243,905,889.1 1,604 1,4528 3368
Included Data Points 5 5 5 5 5
Total number of Data 5 5 5 5 5
Points
F = Unit Offline
T = Out Of Control

Report Generated: 09/24/15 01:16 Report Version 3.1.1130 LABADIEPZ\reportuser 10f 1



L3

Average Data oz
Plant: LABADIE
interval: 1 Minute
Type: Roll
Report Period: 09/24/2015 0D:53 Through 09/24/2015 00:57
Time Online Criteria: 1 minute(s)

Source LABUO2
Parameter CcOo2 FLWSCFH MWLOAD2 STKTMP VELOCITY
JUnit( (PERCENT) {SCFH) (MW (DEGF) (FEET/SEC)
08/24115 00:53 126 49,042 624 .6 321 290.0 67.6
o924Ms 0084 T T T 2B T 4gamessss 00 T Ep T TTTTTTTTTaggs T Tgaa T
os/2415° ooS5 T 124 TTagdBa2rre - - T eB3
08/24115° 0056 Tza T aggseean TUTEMTT T T T 2eo0 S e80
09245 o00s7 T T {24 ‘489802507 & T 2808 Y 7 X
Average 125 49,232623.4 321 290.0 67.9
Minimum 12.4 48,980,258.7 321 289.6 67.6
Maximum 126 49,484,277 .9 a1 290.2 68.3
Summation 62.3 246,163,117.2 1,605 1,450.0 339.6
Included Data Points 5 [ 5 5 5
Total number of Data 5 5 5 5 1

Paints

F = Unit Offiine

Report Generated: 09/24/15 01:17 Report Version 3.1.1130 LABADIEPZ\reporfuser 10f1



L4

Average Data Oz
Plant: LABADIE
Interval: 1 Minute
Type: Roll
Report Period: 09/24/2015 00:58 Through 09/24/2015 01:02
Time Online Criteria: 1 minute(s)

Source LA